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ABSTRACT 

Residential space and water heating accounts for approximately 12% 
of California's and 15% of the United States' energy consumption. 

Most of the residential heating is by direct use of natural gas. 
Combustion of natural gas is a contributor to the overall air 
pollution, especially CO and NOx in the urban area's. Another 

efficient method for domestic water and space heating is use of 

electric heat pumps, the most popular category of which uses air as 
its heat source. Electric heat pumps do not emit air pollutants at 
the point of use, but use electric power, which is a major 
contributor to air pollution at its point of generation from fossil 
fuels. It is the specific objective of this report to evaluate and 
compare the energy efficiency and source air pollutants of natural 
gas heaters and electric heat pumps used for domestic heating. 
Effect of replacing natural gas heaters with electric heat pumps on 

air pollutant emissions due to domestic heating in two urban areas 
and in California as a whole has also been evaluated. The analysis 
shows that with the present state of technology, electric heat 
pumps have higher heating efficiencies than natural gas heaters. 
Considering the current electricity generation mix in the U.S., 
electric heat pumps produce two to four times more NOx, much less 
CO, and comparable amount of CO2 per unit of useful heating energy 
compared to natural gas heaters. With California mix, electric 
heat pumps produce comparable NOx and much less CO and 
approximately 30% less CO2 per unit heat output. Replacement of 
natural gas heaters with electric heat pumps will slightly increase 
the overall NOx, and reduce CO and CO2 emissions in California. 
The effect of advanced technology power generation and heat pump 
heating has also been analyzed . 
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1 - INTRODUCTION 

Residential space and water heating counts approximately for 12% of 
California's and 15% of the United States' national energy 
consumption. Three of the prevalent modes of heating are natural 
gas, electric resistance and heat p~mp heating. 

Concerns over the cost and eventual depletion of non-renewable 
sources of energy, air pollutant emissions such as NOx and global 
warming CO2 has introduced new dimensions in the choice of the end 
use equipment such as those used for residential heating. In 
addition to the cost, overall end use energy efficiency and 
environmental consequences are expected to play an important role 
in the promotion and application of end use equipment. 

Natural gas heaters (for both space and water heating) are among 
the oldest heating technologies in the modern world. They are 
simple, low cost, and easy to operate and maintain. If maintained 
properly, they emit insignificant amounts of carbon monoxide (CO) 
and volatile organic compounds (VOC) , and their emissions are 
restricted to NOx and CO2 • Advanced gas burners have been 
developed which have NOx emissions as low as 10 to 15 ppm (Pam and 
Kesselring 1984) which are far below the current standard of South 
Coast Air Quality Management District (SCAQMD) for these gas 
heaters. Energy efficiencies in excess of 95% have been reported 
for some gas heaters. Relevant data and references will be 
presented in Section 3 of this report. 

Electric heat pumps have demonstrated progressive potential in 
terms of off-setting' the generation and transmission losses of 
electricity, and have energy efficiencies which are comparable or 
even superior to the most advanced direct natural gas heating 
equipment. Energy efficiency and source pollutant emissions of 
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electric heat pumps depend on electric generation heat rate and 
pollutant emissions, transmission and distribution efficiencies, 
and heat pump coefficient of performance (COP). COP isa non
dimensional factor defined as the heat output divided by the 
electric energy input to,the heat pump. It should be noted that 
COP of heat pumps is climate and thermostat setting dependent, and 
an equivalent standard heating seasonal performance factor (HSPF) 
in terms of Btu/KWH is used instead. This is essentially a 
standardized COP which includes the effect of cycling, frosting and 
supplemental heat. An electric resistance heater can be considered 
as an electric heat pump with a COP of one. 

Almost all electric heat pumps which are presently in use work on 
the basis of vapor compression cycle. Gas absorption cycle heat 
pump has been developed and even commercialized. But its market 
has been diminishing, although renewed efforts for its commercial 
development have recently gained some ground, mostly in Japan. 
While for most available systems, the heat source/ sink is air, 
water source, ground coupling and solar assisted heat pumps have 
been developed and are used. Another technology which is being 
developed for both heating and cooling is natural gas engine heat 
pump. In most natural gas engine driven heat pump systems, 
recovered heat from the exhaust and engine coolant supplements the 
heating capacity of the heat pump cycle and adds to the heating 
efficiency of the system. 

Direct heating by gas, use of electric heat pumps or gas engine 
heat pumps are three distinct paths for domestic space and water 
heating. The energy flow diagrams for these three paths are shown 
in Fig. 1. 

The specific objectives of the research project reported here has 
been: 
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1 - To perform a comparative evaluation .o.f the overall energy 
efficiency and energy source pollutants of gas and electric 
heat pumps, and 

2 - Evaluate the impact of electric heat pumps on air pollution in 

California . 

Evaluation of the energy efficiency and pollutant emissions of gas 
engine heat pumps' was not a part of this project. Some preliminary 
results of such an evaluation have been reported by Ganji (1991). 

a· Natural gas heating path 

H ... _H_EA_T_PUM_p---,r 

b- Electric heat pump heating path 

c- Gas engine heat pump heating path 

Fig. 1 - Energy flow diagram for heating equipment 
using natural gas and electricity 
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In section 2 the state of technology of heat .pumps and electricity 
generation .. systems is briefly reviewed. Emission and efficiency.· 
data, and standards for gas heaters and fossil fuel power plants 
are presented in Section 3. In Sections 4 and 5 energy efficiency 
and energy source pollution of gas heaters and heat pumps are 
evaluated and compared. In Section 6 the impact of replacing gas 
heaters with electric heat pumps on air pollutant emissions in 
California is evaluated. The final ·conclusions and relevant 

recommendations of this research project are presented in Section 
7. 
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2 - BEAT PUMPS AND ELEC'l'lUCI'l'Y GENERATION TECHNOLOGIES 

As will be described in the coming sections, the energy efficiency 
and energy source pollution of an electric heat pump directly 
depend on the coefficient of performance of the heat pump cycle and 

. the thermal efficiency of electricity generation. This section 
presents a brief overview of the current heat pump and power 

generation technologies. 

2.1 - aeat Pumps Technology 

Currently heat pumps only perform at a fraction of their 

theoretical energy efficiency potential set by the Second Law of 
Thermodynamics. The limit on the COP of heat pumps is determined 
by the Carnot Cycle concept. There is renewed and continuous 
research and development effort to enhance the 
overcome the technical problems of heat pumps. 
International Energy Agency (lEA) Heat 

performance, and to 
Proceedings of the 

Pump conferences, 
Intersocietal Energy Conversion Engineering Conference (IECEC); 
EPRI and GRI publications are rich sources of information on the 
subject. 

Heat pumps are categorized according to their thermodynamic cycles 
and their source and sink heating and cooling medium. Heat pump 
technology has been developed based on two distinct thermodynamic 
cycles. These are vapor compression and vapor absorption cycles. 
Wood (1982) presents detail description of these cycles. A wide 
variety of other cycles for general or special applications have 
also been developed or are under development. They include 
Brayton, Sterling, thermomagnetic, etc. (Chen et ale 1988). 

Vapor compression cycle heat pumps using a variety of refrigerants 
has dominated the field and is expected to grow. It is simple, and 
adaptable to various applications for both heating and cooling. 
Efforts to improve the performance of vapor compression cycle heat 
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pumps have focussed on developing improved refrigerants, especially 
of non-azeotropic type, variable speed drive compressors, 
microprocessor control systems, and better heat transfer surfaces 
(lEA 1982; Nelson 1989). Currently air source heat pumps with COP 
of over 2 (low temperature rating) to over 3 (high temperature 
rating) and water source heat pumps with COP over 4 are being 
marketed in the U.S •. Ganji and Wheeler (1989) have reviewed the 
technology and advances in the field of heat pump water heaters. 
Their findings also apply to space heating heat pumps. Another 

recent development in the area of vapor compression cycle heat 
pumps is natural gas engine driven heat pumps. In these systems, 
essentially a natural gas fueled engine replaces the electric motor 
drive. In the heating mode, usually a heat recovery heat exchanger 
augments the heating capability of the heat pump cycle which 
improves the heating COP of the system. Development of gas engine 
driven heat pumps for domestic application in the United States is 
currently sponsored by the Gas Research Institute (GRI). Some 

details on the project have been presented by Swain et ale (1986); 
French et ale (1989) and Harnish (1991). 

Absorption heat pumps for application in the residential market 
have been reviewed by Phillips (1985). He concludes that the gas 
firing COP of advanced gas heat pumps can go up to 1.6 for heating 
and to 0.7 for cooling. The quoted COP is based on heating source 
energy. Other investigations into gas absorption cycles show that 
a cooling COP of 1. is also attainable (Ohuchi 1985; McLinden and 
Klein 1985). The absorption cycles are simple, and highly 
efficient in the heating mode. But because of low cooling 
efficiency, flow reversal problem between heating and cooling modes 
and also the need for a high temperature source (usually natural 
gas), they have not been widely accepted in the residential market. 

To improve the heating and cooling performance of heat pumps, a 
combination of vapor compression and gas absorption cycles are also 
under development. These are called combined compression 
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absorption cycles and have the potential for increased energy 
efficiency in the future (Ahlby and Hodgeff 1990). Except for the 
vapor compression cycle heat pumps, other heat pump technologies 
have enjoyed very marginal penetration into the California market 
and also U.S. as a whole. Consequently, only electro-motor driven 

vapor compression heat pumps have been considered in this 

investigation. 

The source and/or sink in most heat pumps is air, however, ground 
source, water source, and solar assisted heat pumps have been 
developed and are currently being marketed in the United States, 
(EPRI 1990). Ganji and Wheeler (1989) have reviewed the technology 
of heat pump water heaters and present detailed discussion on 
various heat sources/sinks used in heat pumps. 

2.2 - Advanced Electricity Generation Technoloqies 

Performance of electric power plants is continuously improving due 
to the advancement of technology in several fronts. Cogeneration 

of electric power and process heat, advanced material for boilers 
and turbines, and a variety of combined cycles are the technologies 

that are emerging as efficient and environmentally sound 
alternatives to currently dominant electricity generation 
techniques. 

Cogeneration systems are among the most efficient technologies for 
conversion of fossil fuels into a combination of electric power and 
process heat. Cogeneration systems greatly improve the utilization 
efficiency of fuels because they utilize the otherwise wasted heat 
which is a by-product of power production. Cogeneration systems 
are being developed for wide ranges of power and process heat 
production. Present and future cogeneration technologies have 
been reviewed by Dickenson et ale (1990). Cogeneration of 
electricity and process heat greatly reduces the amount of 
pollutants per unit product. The reduction can be up to 50% 
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depending on the technology, the overall efficiency and the power 
efficiency of the system. Because of the small share of 
cogeneration in the current mixes of electricity generation in the 
U.S. (about 1%, EIA 1990) and California (about 6%, CEC 1989), its 
effect on the air pollutant emissions of heat pumps will not be 
considered here. Effect of high efficiency electricity generation 
is discussed in Section 4. 

Improving turbine inlet temperature is another area of research and 
development for improving the efficiency of electricity generation 
from fossil fuels. This applies to both gas and steam turbines. 
Thermodynamic analysis of power generation cycles shows that 
improving the turbine inlet temperature directly improves the 
thermal efficiency of the cycle. The gas turbine establishment is 
moving in the direction of extensive use of aeroderivative gas 
turbine systems with substantially higher turbine inlet temperature 
for power production (Dickenson et ale 1990). Some of the latest 
General Electric aeroderivative gas turbines have a turbine inlet 
temperature of 2,500 F compared to 2,000 F for industrial heavy 
duty units. Introduction of new blade materials, and turbine 
cooling technologies is a continuous effort in the gas turbine 
industry. The potential for a quantum increase in steam turbine 
inlet temperature level (currently at about 1100 F), and trial 
applications in smaller cogeneration type steam cycles has been 
discussed by Duffy et ale (1987). According to Duffy, with the 
current state of material technology, it has been proposed to use 
steam turbine inlet temperatures of up to 1,500 F. Such an 
improvement (or even smaller magnitudes) in the inlet temperature 
of steam turbines will significantly improve the thermal efficiency 
of steam power cycles. The above report includes some detail 
information on the design of such systems. 

Combined cycle power plants using a variety of fuels, and fluidized 
bed combustion for burning coal, are efficient low polluting 
technologies (compared to conventional fossil fuel burning power 

8 



plants) which are being used and further developed. The state of 
the art in research, development and commercial application of 
these systems in the developing countries is introduced in 
EPRI (1989). According to Diehl (1989), combined cycle power plants 
using fluidized bed combustion technology are expected to have 
efficiencies in excess of 50%. A recent advertisement by Siemens 
claims achievement of 52.5% efficiency in a combined cycle power 
plant (Power Engineering, October 1991). Rao et ale (1991) have 

- reported the results of their study on a new cycle called "Humid 
Air Turbine Cycle" and compared it with some combined cycle 
concepts. They claim that their concept can achieve better thermal 
efficiency and have higher environmental qualities compared to 
conventional combined cycles. 

In conclusion, work on new concepts of power cycles based on 
realistic technological evaluations is assuring that power plants 
with thermal efficiencies in the 40% - 50% range (8,500-6,800 
Btu/KWH heat rate) and above will be available and widespread in 
the near future. 
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.3 - EFFICIENCY AND EMISSIONS DATA AND STANDARDS 

In studying and comparative evaluation of the efficiency and air 
pollutant emissions of various energy equipment, reliable data are 
vital to the accuracy and reasonableness of the results. Such data 
are often equipment and site dependent. Proper maintenance and 

operation of these equipment can significantly affect their air 
pollutant emission levels (EPA 1985) as well. In this report, 
whenever appropriate, we have used emission standards .in our 

evaluations to avoid relying on equipment specific measurement 

data. If standards were not available (such as CO emissions 
standard for power plants,) an average measurement value has been 
used. All data are identified by the source. 

3.1 - Efficiency Data 

Table 1 presents the energy efficiency of gas water heaters, space 
heaters, and heat pumps. The data for some advanced pulse 
combustion gas heaters are also presented. The data presented by 
the Gas Appliance Manufacturers' Association (GAMA) are commercial 
ratings of these equipment. Data presented here do not include the 
electricity consumption by the fan in the forced air heaters. We 
did a survey on the effect of fan energy consumption on the 
efficiency of forced air furnaces produced by one of the large 
manufacturers 
air heaters, 
approximately 

of these products. On average, in the case of forced 
the fan electric consumption will result in 

1.5% reduction in the reported efficiency. Natural 
gas water heaters usually do not use any auxiliary electrical 
equipment. 

Energy efficiency of fossil fuel electric power plants depends on 
the energy source (coal, natural gas, oil, etc), and more 

importantly on the technology of the plant. In Section 2 the 
efficiency data for some advanced plants was presented. An average 
efficiency of 33% (EIA 1990) have been reported for the U. S. 
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Overall average efficiency· of generation of power from thermal 
sources in California has also been reported to be the same (CEC 

1990c) . 

Electric utility industry usually uses heat rate (RR), which is a 

cost/benefit factor instead of energy efficiency. HR is the 

inverse of energy efficiency and is usually quoted in terms of 

Btu/KWH referring to the fuel energy input divided by electric 

energy output. 

Table 1. RepreseDtative values for the eDergy efficieDcy of 
qas heaters aDd COP of electric heat pump heaters. 

Bl'I'ICIBHCY (%) SOOReB 

----------------------------------------------------------------
Gas heaters 
Forced air furnaces 

Water heaters 

Pulse combustion 

water heater 
Pulse combustion 

water heaters 

Pulse combustion 

space and water 

heater 

Pulse combustion 

air heaters 

Elect. heat pumps 

Water heater 

Space heater 

58. - 97. 

40. - 72. 

90. 

42. - 78. 

90. 

91. - 94. 

COP 

2.80 - 3.50 

1.80 - 3.20 

GAMA(1988) 

GAMA(1988) 

Thrasher (1986) 

Soedel et ale (1984) 

Whitlock et al(1982) 

Adams (1982) 

GAMA(1988) 

ARI(1991) 

-----------------------------------------------------------
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3.2 - Emissions Data 

Major pollutants from gas heaters and natural gas fueled power 
plants are NOx, CO and VOC. The amount of particulate matter 
produced from natural gas combustion is negligible. Stringent NOx 
regulation, especially in Southern California, has resulted in 
development of low NOx gas burners, which can be used in both space 
heaters and water heaters. Other pollutants from gas heaters are 
not regulated and measured· data for them is scarce. Traynor et ale 
(1989) have summarized some of the available measurement data for 
these systems. Available data for water and forced air gas heaters 
is summarized in Table 2. All NOx measurements are on N02 basis. 
NOx emission standard for California South Coast Air Quality 
Management District (SCAQMD) is also provided. 

In the course of this study ten manufacturers of gas heaters were 
contacted for data on air pollutants from their equipment. It was 

promised that the name of the manufacturer will remain confidential 
in reporting the data. Three manufacturers responded, and two 
provided data (manufacturers 1 & 2), and the data for one of them 
was in detail. Their data is also presented in Table 2. 

Air pollutant emissions from electric power plants depend mainly on 
the fuel and also on the technology of electricity generation. 
Coal and oil fired plants emit SOx and particulate (both of which 
are regulated by the federal and state governments) as well as CO, 
VOC and NOx. CO and VOC emissions are not regulated. This is 
because the combustion technology used in utility boilers does not 
cause much CO and VOC emissions, while there is also a strong 
economic incentive on the part of the electric utilities to keep 
these emissions as low as possible. On the other hand, NOx is 
regulated at the local and national levels. Data on CO and VOC 
from power plants are scarce. Table 3 includes some measured data 
as well as the standards for NOx, CO and VOC. 
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Table 2 - Summary of data on pollutants measured from gas 
forced air heaters (FAU) and gas water heaters (WB). 

TYPE NOx(ppm) NOx(ng/J)* CO (ppm) VOC(ppm) SOURCE 

--------------------------------------------------------------
Gas 
burner 

WH 

WH 

WH 

WH 

FAH 

WH&FAH 

WH&FAH 

10 - 15 

<20 

39. - 104 

44. - 58. 

88.8 

SCAQMD & BAAQMD 

ANSI Standard 

4.5 - 7 

24. - 64. 

16 - 72 

85.7 

81 

<40 

for CA 

<40 

for CA 

<50 

9 - 23 

8 - 15 

0.5 - 5.5 

21 

neg. 

<60 

15 - 53 

40. 

400 

<50 

neg. 

Pam and 

Kesselring 

(1984) 

Minden and 

Kennedy 

(1987) 

Zawacki 

et ale (1980) 

Hall et ale 

(1974) 

Thrasher 

and Dewerth 

(1975) 

Thrasher 

and Dewerth 

(1979) 

Manufactur

er 1 

Manufactur

er 2 

Rule 1121 

Z21 

* NOx emissions per Joule heat output from the heater. This 

emission factor depends on the exhaust gas composition, heater 

efficiency and natural gas heating value. The data are reported 

without any modification. 

13 



The emission data and standards for 502 and particulate matter are not 
reported here, because the basic purpose of this work is to evaluate 
the pollutants from natural gas energy source, and natural gas 
combustion emits negligible amounts of these pollutants. 

While NOx, CO, VOC and particulate matter from energy sources mostly 

depend on the combustion technology, CO2 emissions depend on the 
carbon content of the fuel. 

Table 3 - Summary of measured values of pollutants 
and emission standards for electric power plants. * 

Utility Boiler** 
(mg/5CM NG) 
(g/lit Oil) 

(g/kg Coal) 

Federal Standards 

Gas and dist. 
Oil 

Residual Oil 
Pulverized Coal 

SCAQMD Stand. 

for NG 

SCAQMD Stand. 

for liq. and 
solid fuels 

BOx 

8.8 
8.0 

5.0 

co 

0.64 

0.6 

0.3 

86 (ng/J1n ) 

170 (ng/J1n ) 

300 (ng/ J 1n ) 

125 (ppm) 

225 (ppm) 

voc 

0.024 

0.03 

SOURCE 

EPA (1985) 

CFR (1989a) 

Rule 474 

Rule 474 

---------------------------------------------------------------
* For details of the limitations on the above values refer to 

the relevant reference. 

** These are typical measured values for power plants reported 
by EPA 
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To calculate the CO2 emissions from typical fuels, we can assume 
complete c.ombustion of all carbon content of the fuel to C021 and then 
calculate the CO2 emissions per unit heat output of the heater. 

Energy source emissions for electric heat pumps depend on the mix of 
electricity generation and generation technology. Operation of 
hydroelectric, nuclear and solar power stations does not generate any 
conventional air pollutants, while fossil fueled power stations are 
a major source of air pollution. Table 4 presents the most recent 
values of generation mix in the U.S. and California. Generation mix 
varies depending on the economics and availability of energy sources. 
Table 5 shows a history of generation mix in California in the period 

. of 1982 to 1989. 

Table 4 - Mix of electricity 98Deration in california and the U.S. 

(') 
COAL NAT. GAS 

California 10.7 
U.S. 55.8 

34.1 
9.5 

HUC. 

22.5 
19. 

OIL 

5.6 
5.7 

BYD ., OTHER SOURCE 

27.1 
9.9 

CEC (1990a) 
EIA(1990) 

Table 5 - Historic mix of electricity qeneration 
in California (') (CRC 1990b) 

YEAR 1982 1983 1984 1985 1986 1987 1988 1989 

Coal 12.3 12.2 12.6 9.8 12.1 11.4 12.7 10.7 

Natural Gas 36.9 30.3 37.3 44.0 27.6 40.2 34.7 34.1 

Nuclear 2.8 4.8 9.4 13.2 19.3 21.5 23.4 22.5 

Oil 6.9 4.6 1.6 1.8 2.0 1.4 5.1 5.6 
Hydro & Others 41.1 48.1 39.1 31.2 39.0 25.5 24.1 27.1 

--------------------------------------------~------------------------
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4 - ENERGY ElTICIENCY COMPARISON OF BEAT PUMPS AND GAS BEA'l'ERS 

The main objective in this section is to compare the energy 
efficiency of gas heaters and heat pump heaters. To make this a 
meaningful comparison, we consider a common energy source, which is 

natural gas. 

To have a common measure for evaluation of the efficiency of 
conversion of the source energy into useful heating energy, the 

energy efficiency (EF) of a heater is defined as: 

EF = Heating energy delivered / Fuel energy input 

According to this definition, all energy that is used or wasted for 
delivering a given amount of heating energy is taken into 
consideration. This is equivalent to the annual fuel utilization 
efficiency (AFUE) as applied to gas heaters. 

Energy efficiency of gas heaters and COP of heat pumps is presented 
in Table 1. Source energy efficiency of electric heat pumps 
depends on the COP of the heat pump itself, transmission efficiency 
of electric power from the generation source to the point of use, 
and finally the efficiency of conversion of the primary source of 
energy to electricity. Energy efficiency for an electric heat pump 
can be related to the above parameters through Eq. 1: 

EF = (COP) Hp. (ETHA) trans/ (HR) gen. (1) 

Coefficient of performance of heat pumps depends on the technology 
of the system, as well as the climate of its operating environment. 

In order to standardize the COP, heating and cooling performance of 
electric heat pumps are measured according to specified DOE 

procedures. They are expressed in terms of heating seasonal 
performance factor (HSPF) and seasonal energy efficiency ratio 
(SEER) for cooling, both in KBtu/KWH. The COP used in this report 

16 



can be considered as a standardized or seasonal factor. The HR 
term used in the above equation refers to power plant heat rate. 
In the following calculations, transmission and distrib~tion 

efficiency (combined) of electricity (ETHA) from the source ~o the 
point of use has been assumed to be 90% which is a conservative 
estimate. U.S. average power transmission and distribution losses 
are reported to be 7% - 8.5% (EIA 1990) and for California it is 

about 8% (CEC 1990C) . , 

Fig. 2 shows the energy efficiency (EF) of electric heat pumps as 

a function of the heat pump cycle COP and generation heat rate. 
For the sake of comparison, EF for an average (assumed to be 75%) 
and best technology gas heater is also shown. 1992 Appliance 
Efficiency Standards (CFR 1989b) mandates a 78% AFUE for gas 
furnaces, but there are a considerable number of older gas furnaces 
operating below the required efficiency (Table 1). The heat rates 
shown in the figure correspond to high efficiency (8000 Btu/KWH HR 

- 42.6% Efficiency), average efficiency (10000 Btu/KWH HR - 34% 
Efficiency) and rather low efficiency (12000 Btu/KWH HR - 28.4% 
Efficiency) power production by fossil fuel power plants. This 
figure shows that a heat pump with an average COP of 3, in 
combination with an average efficiency power plant and 90% 
transmission and distribution efficiency (which is a very 
conservative estimate) is competitive with the most efficient gas 
heater with an efficiency of 96%. Compared to an average gas 
heater, an average heat pump approximately consumes 25% less source 
energy for the same amount of useful heat delivery. Improvements 
in generation heat rate and heat pump COP can significantly change 
the balance in favor of heat pumps. As an example, a heat pump 
with a COP of 5, in combination with a power plant with a heat rate 

of 8000 Btu/KWH can be approximately twice as efficient as very 

high efficiency gas heaters. The above discussion holds for both 
water and space heating equipment. 

17 



In the above discussion, it has been assumed that fossil fuels are 
the source energy. If we consider a case such as California where 
a significant portion of electricity is generated from non-fossil 
fuel energy sources (mostly hydro and nuclear), utilization of 
advanced technology heat pumps and power plants can result in a 
significant saving of non-renewable fuels such as natural gas. 
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Fig. 2 - Energy efficiency of heat pumps as a function of COP and 
electricity generation heat rate from natural gas. 
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5 - AIR POLLtrrANT aaSSIOHS OF HEAT PUMPS AND GAS BEATERS 

To compare the effective air pollutant emissions from the domestic 
heaters under consideration, energy source emission factor (EM) has 

been defined as: 

EM = Pollutant produced / Heating energy delivered 

For air pollutants emitted from a gas heater, emission index is 
usually expressed in terms of parts per million (ppm) or pollutant 
produced per unit energy input. In either case the AFUE or source 
energy efficiency (EF) and the heating value of fuel influence the 
conversion of emission index to EM. Assumptions presented in Table 
6 have been implemented in the calculations in this section. 

Electric heat pumps do not emit any air pollutants at the point of 
use. Here it is assumed that there is no refrigerant leak into the 
air. Depending on the energy source, air pollutants may be emitted 
at the point of generation of electricity. Nuclear, hydro, solar, 
wind and some other energy sources do not emit any air pollutants 
when converted to electrical energy, while fossil fueled power 
plants are a major source of air pollution in the world. So the 
amount of air pollutants generated due to the use of electric power 
in a heat pump depend on the generation mix of electricity which 
drives the heat pump system. For electric heat pumps, the energy 
source emission factor will depend on the performance of the heat 
pump as well as the transmission and generation efficiencies as 
shown in the following relation: 

EM = (l/COP). (l/ET~rans) • (HR) • (l/HV) • (EI) (2) 

Eq. 2 holds for a single fuel such as coal or natural gas. If more 
than one type of fuel is used in the production of electricity, Eq. 
2 becomes: 

EM = (l/COP). (l/ET~rans). 1:1 [F. (HR) • (l/HV) • (EI) ] 1 (3) 
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In Eq. 3 the summation applies to all fossil fuels. In the above 
equations, EI is the energy source emission index in terms of 
produced mass of pollutant per unit mass of fuel, and Fi refers to 
the fraction of electricity produced from the specific fossil fuel. 
Fiis actually the contribution of the specific type of fossil fuel 
in the generation mix. 

Table 6 - Major assumptions for the calculations in this report 

Nox emission index from the fossil 
fueled power plants 

CO emission index from fossil 
fueled power plants 

NOx emission index from gas heaters 

CO emission index from gas water 
heaters 

CO emission index from gas forced air 
heaters 

Average efficiency of gas heaters 
Higher heating value of natural 

gas 
Heating value of coal 
Average carbon content of coal 

(mass basis) 
Heating value of fuel oil 

Average carbon content of carbon 
in fuel oil (mass basis) 

Table 3, Standards 
of CFR (1989) 
Table 3, Data from 
EPA (1985) 
40 ng/J output 
(SCAQMD Rule 

. 1121) 

24.5 ng/J input 
(Traynor et ale 
1989) 
11.4 ng/J input 
(Traynor et ale 
1989) 
75% 

56000 KJ/KG 

30000 KJ/KG 
80% 

40,000 KJ/KG 

86% 

------------------------------------------------------------------
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Figures 3 through 5 show the emission factors for NOx, CO and CO2 

from electric heat pumps and natural gas heaters. The figures show 
the effect of heat pump COP, and generation heat rate assuming that 
100% of the electricity is produced from natural gas. For an 
average heat rate of 10000 Btu/KWH, the case of 50% natural gas in 
the generation mix has also been shown in these figures. In this 
case it has been assumed that the rest of the electric power is 
generated from non-air polluting energy source(s). Federal 
Emission Standards (CFR 1989) and the data for gas burning utility 

boilers in (EPA 1985) have been respectively used to calculate the 
NOx and CO emissions from electric power plants. 

Fig. 3 shows that considering the Federal standards for NOx 
emissions from power plants, an average heat pump (2<COP<3) using 
electricity with an average generation heat rate of 10000 Btu/KWH, 
will emit about twice as much NOx as regulated gas heaters in the 
South Coast and Bay Area Air Quality Management Districts in 
California. It also shows that in this case, even very advanced 
heat pumps in combination with high efficiency electricity 
generation from natural gas (HR = 8000 Btu/KWH) can not compete 
with natural gas heaters. 

Considering that more stringent regulations are being imposed on 
the level of allowable NOx emissions from electric generating 
equipment in California (see, for example SCAQMD Rule 1135), 
effective NOx emissions from the use of electric heat pumps will be 
lowered considerably. As an example, Rule 1135 of SCAQMD requires 
all electric power generating steam boiler systems operating in the 
district to lower their NOx emission level to O. 93 lb. NOx/MWH, 
effective December 1991. This is approximately less than one half 
of the Federal Standards. If this limit is considered in the 

calculations presented here, an average electric heat pump will 
emit approximately the same amount of NOx compared to a regulated 
natural gas heater. This conclusion is based on Fig. 3 for the 
case of all natural_ gas based electricity generation. 

22 



It should be emphasized here that NOx emission factor for gas 
heaters in these calculations is the NOx standard of South Coast 
Air Quality Management District (SCAQMD) standards. Actual 
emissions from gas heaters in California are expected to be below 
this level. Detail data on NOx emissions supplied to us by one of 
the manufacturers show that for a wide variety of furnaces that 
they market in California, the NOx emissions are in ~he range of 
21.9 to 38.9 ng/J output, with an arithmetic average of 31.4 for 
all different models. If we take this as a representative of the 
heaters marketed in California, it means that on average, NOx 
emissions from gas heaters will be approximately 20% below the 
SCAQMD standards shown in Fig. 3. If the emission standards for 
gas heaters are lowered, then even with new NOx standards for steam 
boilers, electric heat pumps will not be able to compete with 
natural gas heaters in this respect. On the other hand, as a 
marginal technology, ultra low NOx gas burners with NOx emissions 
less than lIS of present SCAQMD standard are becoming available. 

Fig. 4 and Table 2 show that gas heaters produce CO in a wide 
range, and that an average heat pump will emit less CO than an 
average gas heater. If less than 50% of electricity consumed by a 
heat pump is produced from fossil sources, then the effective CO 
emissions from use of a heat pump will be approximately equivalent 
to the lowest level of CO emittance from natural gas heaters. 
Considering that CO emissions in power plants is closely watched, 
and that there is no control on CO emissions from domestic gas 
burners, we may conclude that electric heat pumps effectively emit 
considerably less CO than gas burners. 

Fig. 5 represents CO2 production for domestic heating with natural 
gas as the energy source. It shows that the effective CO2 

emissions from an average heat pump (2 < COP <3) is equivalent to 
the CO2 emissions from advanced technology gas heaters. If less 
than 100% of the electricity is produced from natural gas (a curve 
for 50% is shown), an average heat pump utilizing electricity from 
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an average efficiency power plant is far superior to a natural gas 
heater from the standpoint of CO2 emissions. 

Effect of electricity generation mix on NOx, CO and CO2 emissions 
from heat pumps is presented in Figures 6 through 9. Fig. 6 

examines the effect of all natural gas, all coal, and the U.S. and 
California mixes of electricity production on NOx emissions 
associated with heat pumps. The figure shows that with the U .. 5. 
mix, heat pumps have two to four times more energy source NOx 
emissions compared to natural gas heaters. For California mix, 
heat pumps at the present state of technology will have effective 
NOx emissions comparable to natural gas heaters. This conclusion 
is based on the fact that NOx emissions from power plants are kept 
below the Federal standards. Stringent NOx standards for steam 
power plants as a whole, and the fact that new SCAQMD rule requires 
the same emission levels for both natural gas and coal burning 
power plants, supports this conclusion. Lowering the NOx standard 
for gas heaters and/or introduction of ultra low NOx burners into 
the California market will change this balance in favor of gas 
heaters. 

Fig. 7 shows the effect of generation mix on the emission factor of 
CO from heat pump heaters. It shows that coal combustion and other 
non-fossil energy sources will have a favorable reducing effect on 
the effective CO emissions of heat pumps. CO emission data (Table 
3 - EPA 1985) has been utilized for calculating CO emission factor 
of heat pumps. 

Fig. 8 shows that coal combustion generates approximately twice as 
much CO2 per unit energy output compared to natural gas. This is 

due to higher carbon content and lower heating value of coal 

compared to natural gas·. Considering the U. S. mix of electricity 
generation, an average heat pump will produce approximately the 
same amount of CO2 per unit of useful heat compared to an average 
natural gas heater. With California mix, heat pumps will produce 
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approximately 1/3 less CO2 compared to natural gas heaters. 

Fig. 9 demonstrates the effect of the total amount of fossil fuels 
(coal and natural gas) and the percentage of each on the CO2 

emission factor of heat pumps. This figure can serve as an 
approximate chart for finding the effect of generation mix on the 
effective CO2 emissions from heat pumps. For the sake of 
simplicity, oil has not been included in the above graph. The 
horizontal axis represents the share of fossil fuels (considered as 

coal and natural gas) in the electricity generation. The 
percentage corresponding to each line represents the ratio of coal 
and natural gas in the share identified on the horizontal axis. 
For example, if the share of fossil fuels in the generation mix is 
40%, and half of the electricity generated from fossil fuels is 

coal based, then the intersection of the vertical line at 40% and 
50% coal line will represent the CO2 emission factor of the heat 
pump to be approximately 32 mg CO2/KJ heat output. 
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Fig. 3 - Source emission factor of NOx for electric heat pumps as a 
function of COP and generation heat rate from natural gas. 
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6 - EFFECT OF REPLACEMENT OF DOMESTIC GAS BEATERS WITH ELEC~C 

BEAT PUMPS ON AIR. POLLUTION IN CALIFORNIA 

In this section the effect of replacement of domestic gas heaters 

w~th heat pumps on the overall NOx, CO and CO2 pollutant emissions 

in two urban areas as well as California as a whole will be 

discussed. The selected regions are San Francisco ~ay Area Air 

Basin and. combined South Coast and San Diego Air Basins. The 

reason for this selection was the availability of detailed data 

from gas utilities for calculation of an approximate annual gas 

consumption for domestic heating in each region. For example, 

SDG&E serves natural gas to parts of South Coast Air Basin and the 

data for those areas could not be separated from the San Diego 
Area. The methodology for calculation of the pollutants emitted by 

gas heaters is as follows: 

1 - Annual natural gas consumption rate in each region is 

calculated based on the utilities' data on the total 

number of households, percent of households which use 
natural gas for heating, and the average annual gas 

consumption rate of a household. 

2 - The amount of pollutant emissions for NOx, CO and CO2 are 
calculated based on the assumptions provided in Table 6. 

3 - To calculate the effect of incremental conversion of gas 

heaters to heat pump heaters, emission factors 

corresponding to the COP under consideration and the 

California electricity generation mix extracted from the 
calculations of Section 5 were used. The 1990 value for 

California mix was also used for calculations in the Air 

Basins under consideration, although the local utility's 

generation mix might be somewhat different. This 

assumption will make the results more consistent for 

cross referencing although slightly less accurate. 
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Number of households, percentage of households using natural gas 
for water and space heating, and average natural gas consumption 
rate by these appliances in the service areas of California gas 
utilities are shown in Table 7. Tables 8 and 9 show the annual 
natural gas consumption, NOx, CO and CO2 pollution due to natural 
gas heating in each gas utility service area, California as a whole 

(which closely approximates the sum of the values in the service 
areas shown), San Francisco Bay Area Air Basin and combined South 
Coast and San Diego Air Basins. All data are for 1986 except the 

data from SDG&E, which is for 1989. These are the years for which 
the data were available. No special attempt was made to correct 
the SDG&E data for 1986. The emissions data calculated here will 

serve as a basis for comparison of the effective air pollutant and 
emissions of replacing gas heaters with heat pumps. 

Effect of hypothetical replacement of natural gas heaters with heat 
pumps on the total NOx, CO and CO2 pollutant emissions due to 
domestic heating in California is shown in Figures 10, 11 and 12 
respectively. The data in the above figures have been produced for 
three values of COP of 2;3 and 4, and two heat rates of 10,000 and 
8,000 Btu/KWH. COP of 4 and heat rate of 8,000 Btu/KWH represent 
advanced heat pump and electricity generation technologies 
respectively. 

These figures show that as heat pump COP increases, the total 
amount of source pollutants will decrease. Replacement of domestic 
gas heaters with present technology heat pumps at any level will 
increase the total NOx emissions in California. The increase will 

be more substantial for heat pumps and power generation (fossil 
based) with poor performance. Advanced technology heat pumps with 
a COP of 4 will produce slightly more NOx when they replace the gas 

heaters at any level of conversion. 
conclusions in Section 5. Fig. 

This is in agreement with our 
11 shows that heat pumps will 

reduce the CO emissions at any level of conversion. Heat pumps 
with higher COP and also power plants with lower heat rates will 
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have favorable effects on the reduction of CO emissions due to 
domestic heating. Fig. 12 shows that replacement of gas heaters 
with heat pumps has a favorable effect on the reduction of the 
total CO2 emissions in California. As the figure shows, the amount 
of reduction will depend on the overall performance of heat pumps 
and fossil based power plants. 

Effect of hypothetical replacement of natural gas heaters with heat 
pumps on the total NOx, CO and CO2 pollutant emissions due to 
domestic heating in San Francisco Bay Area Air Basin and combined 
South Coast and San Diego Air Basins are shown in Figures 13 
through 15 and 16 through 18 respectively. The trends are very 
similar to the figures 11 through 12 for California. Figures 
showing the separated effects of replacement of gas water heaters 
with heat pump water heaters, and gas space heaters with heat pump 
space heaters for California and the above-described .. urban areas 
are presented in Appendix A. 

Figures 19, 20 and 21 show the eff"ect of percentage of fossil fuel 
in the generation mix on the total NOx, CO and CO2 emissions from 
replacement of gas heaters with electric heat pumps. The curves 
have been produced for an average heat rate of 10,000 Btu/KWH, 
three values of COP and the corresponding natural gas energy source 
emission factors produced in Section 5. In these figures, the 
horizontal axis shows the total share of fossil fuels in the 
generation mix. Current levels of emissions for the corresponding 
air pollutants from natural gas heaters are also shown in each 
figure. 

Two scenarios of 10% and 20% conversion have been considered in 

production of the above graphs. The figures show that as we 
increase the share of fossil fuels in the generation mix, the 
source pollutant emissions of heat pumps will increase. Increase 
in COP results in reduction of the pollutants. By increasing the
conversion rate from 10% to 20% for the same share of fossil fuels 
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in the generation mix and the same COP, annual NOx emissions will 
increase, and CO and CO2 emissions will decrease. The data for 
1989 California generation mix are clearly marked. With the 
current California mix, as we concluded before, conversion to heat 
pump heating will increase the.NOx emissions and reduce the CO and 
CO2 emissions in California. Improvements in power generation 
efficiency (lower heat rates) will reduce the overall emissions of 
pollutants from heat pumps in California. 

Figures 19 through 21 were produced using the natural gas emission 
factors for electricity generation. The tacit assumption here is 
that if the electricity demand goes up due to the heat pump 
application, the marginal generation will mostly be from natural 
gas. Considering that almost all new plants use natural gas as 
their major fuel in California, and the fact that SAQMD will be 
requiring the same standards for all fossil fuel boilers supports 
this assumption at this stage. 
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Table 7 - Number of households, percentage of households using natural gas and 
average unit consumption in different California utilities service areas. 

ServIce Area Number of 
Households 

PG&E ServIce 3.86E+06 

So. Ca. Gas Co. 
SIngle Family 2.62E+06 

Multi Family 1.30E+06 

long Beach 1.40E+05 

San DIego 9.18E+05 

~ ~ ~ - ----------

NG·natural gas 
SH·space heating 
WH·water heating 

Households 
NG For SH 
percent 

79.3 

97.9 

82.6 

75.0 

71.0 

Households Average Gas Average Gas 
NG For WH Use For SH Use For WH Source 

percent Therms/yr Therms/yr 
PG&E UEC (1986) 

83.5 470 210 PG&E Catalogue of 
Saturations (1987) 

97.7 377 194 SCG Appliance 
Saturations (1988) 

93.4 161 245 

57.9 377 194 SCG Appliance 
Saturations i 1988) 

79.0 396 420 SDG&E Home Energy 
Survey (1989) . 
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Table 8 - Annual natural gas consumption for domestic heating, NOx, CO and CO2 
emissions in California gas utilities service areas. 

PG&E and SCG Data are for 1986 
SDG& E Data are for 1989 
Long Beach average values are the same as SCG 

Gas Consumed 
Service Area Space Heating Water Heating 

(therms) (therms) 

PG&E 1.44E+09 6.77E+08 

So. Ca. Gas Co. 1.14E+09 7.S0E+08 

long Beach 3.96E+07 1.S7E+07 

SDG&E 2.SBE+08 3.0SE+OB 

'- _Total 2.BBE+09 1.79E+09 

Pollutants Produced 
Total ex> NOx CO2 

(therms) (Kg) (Kg) (Kg) 

2.12E+09 3.48E+OS S.70E+OS 1.07E+10 

1.93E+09 3.42E+OS S.12E+OS 9.80E+09 

S.S3E+07 8.83E+04 1.7SE+OS 2.80E+08 
I 

S.S3E+OB 1.10E+OS 1.7BE+OS 2.8SE+09 I 

I 

4.S7E+09 8.09E+06 1.48E+07 2.37E+10 I 
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Table 9 - Data on annual natural gas consumption for domestic heating, NOx, CO and CO2 
emissions in San Francisco Bay Area Air Basin and combined South Coast and San 
Diego Air Basins. 

Air Basin Households Space Heating 
(therms) 

SFBAAB 2.06E .. 06 7.67E .. 08 

SCAB &SOI\l3 .. 4.98E .. 06 1.44E+09 

SFBAAB • San Francisco Bay Area Air Basin 
SCAB • South Coast Air Basin 
SDAB . San Diego Air Basin 

Gas Consumed 
Water Heating 

(therms) 

3.61 E .. 08 

1.11E+09 

Pollutants Produced 
Total CO NOx CO2 

(therms) (Kg) (Kg) (Kg) 

1.13E .. 09 9.22E+OS 2.43E+06 3.89E+09 
I 

2.SSE .. 09 1.73E+06 4.SSE+06 7.29E .. 09 



~ 

Kg NOx / YEAR (Millions) 
40~, ------------------------------------------~----~ 

------------
30 

20 r ---------
._______ 8 __ "

1 

4~--r;~-=-~ -
G ~ ~ : ~ ~ =~ 

() () q) 

10 

O~I ----~------~----~----~------.~----~----~------~----~----~ 

o 10 20 30 40 50 60 70 80 90 100 
% CONVERSION TO HEAT PUMP 

I . ~OP - 2(HR-l0000) -1- COP - 3(HR-10000) ---¥- COP :-:;(HR-l000-~;-· 
-8- COP - 2(HR-aOOO) -4(- COP - 3(HR-aOOO) -~ COP - 4(HR-aOOO) 

Fig. 10 - Effect of replacing natural gas heaters with heat pumps 
on the annual NOx emissions in California. 
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Fig. 17 - Effect of electricity generation mix and the incremental 
replacement of gas heaters with heat pumps on the annual CO 
emissions in combined South Coast and San Diego Air Basins. 
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Fig. 18 - Effect of electricity generation mix and the incremental 
replacement-of gas heaters with heat pumps on the annual 
CO2 emissions in combined South Coast and San Diego Air Basins. 
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7 - DISCUSSION, CONCLOSIONS, AND RECOMMENDATIONS 

The analysis and data presented in this report is an overall and 
first step investigation of the energy source efficiency and 
pollutant emissions of gas heaters and electric heat pump heaters. 
The emissions considered here are due to the operation of these 
appliances and limited to those emitted from natural gas 
combustion. As a result of this limitation, sulphur and 
particulate emissions which are usually a result of heavy oil and 
coal burning have not been dealt with here. Major reasons behind 
this limitation are that heavy oil and coal constitute a minor 
share of the electricity generation mix in California, and the fact 
that there is a clear cut distinction between gas heaters and 
electric heat pump heaters in this regard. Another factor that 
should be considered in the environmental evaluation of these 
heaters is the fact that gas heaters emit the pollutants at low 
elevations in populated areas, while electric power plants are 
usually located in more remote and rural areas, and emit the 
pollutants at higher elevations. A detail dispersion study may 
reveal noteworthy information on the effective concentration of 
these pollutants in various areas in California. Finally, the 
environmental effect of CFCs which are the main working fluids ~n 
heat pumps is noteworthy and deserves attention in further study of 
the subject. A more comprehensive investigation should involve 
comparison of air pollutant emissions and dispersion (and probably 
other forms of pollutants) considering the life cycle of these 
appliances and electric power plants. 

A major factor in selection of any appliance as far as a consumer 
is concerned is cost. Again, this report has not dealt with the 
issue of cost comparison and cost/benefit analysis of gas heaters 
and heat pump heaters ~ Such an analysis will be a further 
extension of the present project. 
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Conclusions: 

Some of the major conclusions from this preliminary work can be 

summarized as follows: 

1 - Based on the results shown in Fig. 2, 

a - Current technology electric heat pumps utilizing 

electricity from an average efficiency power plant (HR of 

about 10,000 Btu/KWH) are about 10 to 25% more efficient 

compared to an average efficiency natural gas heater. 

b - Combination of advanced electric heat pumps (COP > 4) and 

advanced high efficiency power plants can be 

approximately twice as efficient as an average natural 

gas heater, and over 50% more efficient than advanced 

high efficiency natural gas heaters. 

c - While gas heaters have practically reached their top 

efficiency limit, improvements in electricity generation 

efficiency and heat pump technology can result in 

substantial savings of natural, non-renewable energy 

resources. 

2,- Based on the results shown in Fig. 3: 

a - If 100% of electricity to be used by heat pumps is 

produced from natural gas, NOx emission factor of heat 

pumps will be substantially (more than twice) higher than 

natural gas heaters. Because NOx standards for utility 

boilers using fuel oil and coal are higher than natural 

gas, this conclusion will be equally true for all fossil 

fuels as an energy source for electricity generation. 

b - Combination of advanced heat pumps and advanced high 

efficiency electricity production will reduce the 

emission factor of heat pumps, but even then the heat 

pumps will not be competitive with current technology gas 

heaters in this respect. 

c - Low NOx burners developed for application in gas heaters 
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which have NOx emissions of about or less than 1/5 of 
current SCAQMD standards will alter the above conclusions 
(a and b above) even more in favor of natural gas 
heaters. 

3 - Based on the results shown in Figures 4 and 7, and 
manufacturer's data (Table 2) heat pump heaters produce much 
less (less than 50%) effective CO emissions compared to natural 
gas heaters. Ill\provements in electricity generation efficiency 
and heat pump technology will tilt the above conclusion in 
favor of heat pump. Improvement in CO emissions in advanced 
technology gas heaters have not been consistent (Table 2). 

4 - Considering the current u. S. generation mix (Fig. 6), heat 
pumps have two to four times higher effective NOx emissions 
compared to natural gas heaters. While improvements in 

electric generation efficiency and heat pump COP will reduce 
the NOx emission factor (Fig. 3), still the emission factor of 
heat pumps will be substantially higher than the emission 
factor of gas heaters. NOx emiss'ion levels reported for low 
NOx gas burners (Table 2) which are substantially below SCAQMD 
standards tilt this conclusion even more in favor of gas 
heaters. 

5 - Considering the current California generation mix (Fig. 6), NOx 
emission factor of heat pumps will be slightly higher but 
comparable to SAQMD NOx standards for gas heaters. Advanced 
heat pumps (COP > 4) and also advanced high efficiency 
electricity generation will improve the NOx emission factor of 
heat pumps in California and make it competitive with current 
regulated gas heaters. Lower NOx emission standards and 

substantial reduction in NOx emissions from gas heaters, as has 
been reported for low NOx burners, will put the gas heaters at 
an advantage in this respect. 

6 - Considering the current California electricity generation mix 
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(Fig. 8), heat pumps have CO2 emission factors of about 50% of 

natural gas heaters • Advanced technology gas heaters, heat 

pumps and electricity generation have an improving effect on 

CO2 emission factors (Fig. 5), but the ratio of the emission 

factors will remain approximately the same. 

7 - With the present technology heat pumps and current electricity 

generation heat rate (about 10,000 Btu/KWH - 34% efficiency), 

replacement of gas heaters with heat pumps to any extent will 

increase total NOx emissions, and reduce total CO and CO2 

emissions in California. Combination of advanced high COP heat 

pumps (COP> 4) and high efficiency power plants (HR < 8,000 

Btu/KWH) will slightly reduce the totalNOx emissions and also 

improve (reduce) CO and CO2 emissions in California. 

Recommendations: 

This has been a limited exploratory project and a first step in 

comparative evaluation of the efficiency and environmental effects 

of electric heat pumps and gas heaters. Substantial research and 

analysis is required to fully evaluate and compare the energy 

efficiency and environmental effects of these appliances. The 

following are some recommendations in this regard: 

1 - Energy efficiency and environmental effects of various heating 

and cooling appliances in conjunction with each other need to 

be evaluated. 

2 - Effect of year round climate and building shell on the energy 

efficiency and emission factors of these appliances need to be 

simulated. 

3 - When analyzing the effect of replacement of gas heaters with 

heat pump heaters, a more realistic approach will be to 

consider the mix of electricity generation in different 

regions, and to consider the change. in~.the generation mix due 
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to the conversion. 

4 - Efficiency and pollutant emissions in the life cycle of various 

heating and cooling appliances will probably produce very 

valuable information on this subject. 
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APPENDIX A 

In this appendix, the following detail figures are presented: 

I - Effect of replacing natural gas space heaters with heat 

pumps on the annual emissions of NOx, CO and CO2 in 
California, Figures A-I through A-3. 

II -

III -

Effect of replacing natural gas water heaters with heat 
pumps on the annual emissions of NOx, CO and CO2 in 
California, Figures A-4 through A-6. 
Effect of replacing natural gas space heaters with heat 
pumps on the annual emissions of NOx, CO and CO2 in the San 

Francisco Bay Area Air Basin, Figures A-7 through A-9. 
IV - Effect of replacing natural gas water heaters with heat 

pumps on the annual emissions of NOx, CO and CO2 in the San 
Francisco Bay Area Air Basin, Figures A-IO through A-12. 

V - Effect of replacing natural gas space heaters with heat 
pumps on the annual emissions of NOx, CO and CO2 in the 
combined South Coast and San Diego Air Basins, FiguresA-13 
through Fig. A-IS. 

VI - Effect of replacing natural gas water heaters with heat 
pumps on the annual emissions of NOx, CO and CO2 in the 
combined South Coast and San Diego Air Basins, Figures A-16 
through A-lB. 
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the annual CO2 emissions in San Francisco Bay Area Air Basin. 
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Fig. ~-13 - Effect of replacing natural gas space heaters with heat pumps 
on the annual NOx emissions in combined South Coast and San Diego Air Basins. 
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the annual CO emissions in combined South Coast and San Diego Air Basins. 
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Fig. A-15 - Effect of replacing natural gas space heaters with heat pumps on the 
annual CO2 emissions in combined South Coast and San Diego Air Basins. 
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annual CO2 emissions in combined South Coast and San Diego Air Basins. 



ACKNOWLEDGEMEN'IS 

This document was prepared with funding provided by 
the California Institute for Energy Efficiency's sponsors 
(including California electric and gas utilities), with 
additional support from the United States Deparbnent 
of Energy and with guidance from the California 
Energy Commission, the California Public Utilities 
Commission, and The Regents of the University of 
California. All work performed at Lawrence Berkeley 
Laboratory is sponsored in part by the United States 
Deparbnent of Energy and is in accordance with 
Contract No. DE-AC03-76SF00098. 

DISCLAIMER 

Neither the United States Department of Energy (OOE) 
nor any agency thereof, nor The Regents of the 
University of California (The Regents), nor the 
California Institute for Energy Efficiency (CIEE), nor 
any of CIEE's sponsors or supporters (including 
California electric and gas utilities), nor any of these 
organizations' employees, make any warranty, express 
or implied, or assume any legal liability or 
responsibility for the accuracy, completeness, or 
usefulness of any information, apparatus, product, or 
process disclosed, or represent that its use would not 
infringe privately owned rights. Reference herein to 
any specific commercial product, process, or service by 
its trade name, trademark, manufacturer, or otherwise, 
does not necessarily constitute or imply its 
endorsement, recommendation, or favoring by DOE or 
any agency thereof, or The Regents, or CIEE, or any of 
CIEE's sponsors or supporters. The views and opinions 
of authors expressed herein do not necessarily state or 
reflect those of DOE or any agency thereof, of The 
Regents, of CIEE, or of any of CIEE's sponsors or 
supporters, and the names of any such organizations or 
their employees shall not be used for advertiSing or 
product endorsement purposes. 

The California Institute for Energy Efficiency is a 
branch of the University of California, administered by 
Lawrence Berkeley Laboratory. 

LBL-32671 UC-350 

Lawrence Berkeley Laboratory 
is an equal opportunity employer. 



( 

CI EE Sponsors: PaCIfic CilS and Electric, Southern Cahforniil G,lS, Southern Cillifonll,l Edisllll, S,lnDicgo GilS ilnd Elcctnc, Los Angeles 
Dcnartmcnt of vVater ,md Power, C,lli fOnlia Public Utilities Commission, Califorlll,l Ener)!\' COlllllllssion, S,lCr,lmento MUllicinal Utilit\, Distnct , ,,-, - ~ 

CALIFORNIAINSIITUIE FORENERGYEFFIOENCY 

A branch of the University of California's Universitywide Energy Research Group, administered by li1wrence Berkeley li1boratory 

ABG747 

1111111111111111111111111111111111111111 

LBL Libraries 




