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EVALUATION OF CITY WELL 1, IUAMATE FALLS, OREGON 

LBL-10848 

S.H. Benson, C.B. Goranson, and R.C. Schroeder 

Lawrence Berkeley Laboratory 

ABSTRACT overall resource delineation study, lithologic 
logs from roughly 40 wells have been collected and 
examined. From these, two likely production zones 
have been identified. The first is at a depth of 
200 ft, and the second is at a depth of 750 ft. 

- While drilling the first well, a lost circulation 
zone was encountered between 340 and 360 ft. At 
this time, the well was reamed to 17% in. 
casing was then set at 300 ft. 
tested for a total of 15% hr. 

A city-wide geothermal space heating project 
is currently under development at Klamath Falls, 
Oregon. The first phase of the project will re- 
quire two production wells. Geothermally heated 
water will be used to heat 14 city, county, state, 
and federal buildings. At peak load the heating 
system will require approximately 750gpm of 200°F 
(or greater) geothermal brine. 

A 12-in. 
The well was pump 

The first production well was spudded on 
August 29, 1979. During drilling a major lost 
circulation zone was encountered between 340 and 
360 ft depth. 
reamed, cased to 300 ft, and then.pump tested. 
The well was pumped for a total of 15% hr. A 
mraxi~~um flow rate of 680, with 77 ft of drawdown, 
was held constant for 7% hr. 

At this time the well was cleaned, 

Discharg 

Three observation wells were monitored to 
determine the impact of producing large quantities 
of brine on the many private geothermal wells 
already in use for space heating. 
indications are that the water level decline in 
the area will be small (2 to 3 ftl. 
further testing is recommended to determine the 

Preliminary 

However, 

The purpose of the pump-test was twofold. 
First, the flow rate, well drawdown, and the well- 
head production temperature were measured to deter- 
d u e  the feasibility of using this aquifer as the 
production zone for Phase I of the district heating 
project.' It was also necessary .to measure the 
impact of producing large quantities of fluid from 
this zone on the many private geothermal wells in 
the area. 
wells took place, it would not be possible to use 
this aquifer as a producing zone for the project. 
short term Interference test (8 hr) was run in 

conjunction with a productivity test to determine 
inter-well communication and, if possible, to pre- 
dict the effect of sustained production on the sur- 
rounding wells. 
discussed here. 

If excessive drawdown of the surrounding 

The results of the tests will be 

effects of res;rvoir heterogeneity 
~ WELL CWLETION AND LITHOLOGY 

lling rate, lost circula- 
for City Well-1 is shown 

in Table 1. 
area, a sequence of roughly 250 ft of lacustrine 
and volcanic sediments werlie larger units of 
black,. grey a d  "red" basalts. 
lost circulation zones were encountered, one at 
about 195 ft and a second at 350 ft. The first 
occurred in a b r m  shale, and the second in an 
altered reddish basalt previously identified as a 
potential producing aquifer. When the second zone 
was encountered, the well was reamed to 17% in. 
and 8 12-in. casing was cemented from ground level 
down to 300 ft. From 300 to 360 ft the well was 
left uncased. 

WELL TEST DESIGN 

As is typical of the wells in this 

e geothermal space 
der development at Klamath Falls, 
I of the project involves drilling 
wells, constructing a pipelttie to 
geothermal brine, designing A heat- 

a1 buildings to use geothermal 
A flua rate of approximately 75 

Several substantial 

system, and retrofitting 14 city, c 

heated water. 
gpm of 200°F brine is required to me 

Phase I of the project. 

t of two production wells was spudded 
on August 21, 1979. The selectfon of the drill 
Bite was based on several factors: proximity to 
the most active thermal region, availability of 
land, and distance from the existing private geo- 
thermal wells already in use. 

The well test was designed with three primary 
'objectives: 

As part of the 1. To determine if the shallow aquifer is 



suitable as a production zone for Phase I of the 
district heating program. 

To obtain a more comprehensive model of 
the hydrogeology of the Klamath Falls KGRA (-am 
Geothermal Resource). 

To assist in obtaining a data base to be 
used in establishing a resource management program. 

To accomplish these objectives, a productivity 
test and a short term interference test were per- 
formed sinrultaneously. In this paper, we w i l l  
discuss the results of this test insofar as they 
pertain to the development of the district heating 
project, 

Several factors must be taken into account in 

2. 

3. 

determining if the shallow aquifer is a suitable 
production zone for Phase I of the district heating 
program. First, flowing wellhead temperatures 
must be greater than 200% to satisfy the heat- 
exchanger design specifications. A flow rate of 
350 gpm with less than 250 ft of drawdown in the 
well must be obtained (one-half the required total 
flow rate based on peak load demands.] Finally, 
there must be a negligible impact (both thermal 
and hydrologic) on the many private geothermal 
wells in use for space heating, domestic hot water, 
and industrial processing. 

PRODUCTION TEST RESULTS 

For the production test, City Well-1 was 
pumped for a total of 154 hr. 
the pumping time, flow rate, flowing wellhead tem- 
perature, and drawdown. 
mum pumping rate of approxlmately 680 gpm with 
77 ft of drawdown was held constant for 74 hr. 
Dipcharge temperatures measured at this time 
varied between 217 and 2199. The small drawdown 
at this rate far exceeded estimates for the shal- 
low aquifer production capacity. 

ured using an electric probe. The primary flow 
rate measuring device used vas an orifica plate 
with a bourdon tuhe pressure gauge 0x1 the upstream 
side of the orifice. Because tEie kine flashed 
downstream of the orifice, the accuracy of the 
measured flow rate is poor. 
ods were also used to estirmatc the flow rates, and 
tlioee values were in close agreement with those 
ohtained from the orifice measurement. The esti- 
mated flow rates are prohably not accurate to 
better than U Z  of tbe stated value. -her flow 
rates could 6ave been obtained d t b a  deeper pump 
setthg ff tFie surface equipmeat (discharge pipe, 
pump platfom, pump packing) had been oore suitable 
(water well pumping equipment was osedl. 
temperatnres vere measured continuously upstream 
from tfie otitic& using an RTD probe. 
are believed to be accurate to a.2%. 

Table 2 ruuunarires 

During the test, a maxi- 

The water level ih the pumped well was -8- 

However, other meth- 

Uellhead 

These values 

-CE TESTING 

Three observation wells were used to monitor 
the impact of pumping large volumes of fluid from 
C i t y  Well-1. Figure 1 shows the location of these 

wells. Two of the wells, the Bead Well and the 
Mamcheck Well, are in an area where a large num- 
ber of geothermal wells are currently in use. 
oonitor wells are completed in a similar manner 
and to similar depths as the many existing wells 
in this area. 
likely reflect the behavior in other existing 
wells. 

The 

These monitor wells will most 

In Figure 2 the well completion and well 
lithology are shown for each well. As sham in 
the figure, two of the wells, Head and Mamcheck, 
are shallower than the city well. The lithologic 
logs from these wells are not available at this 
time. Well logs from several surrounding wells 
indicate that these two wells penetrate approxi- 
mately 200 ft of lacustrine sediments, which are 
underlain by a highly permeable volcanic tuff or 
pumice. 
the red basalt strata, which is the production 
zone for the city well. 
tered in correlating individual strata from one 
well to another indicate complex faulting in the 
area (or lake bed sediments deposited in a tec- 
tonically active area). The Parks Well is open 
to the same reservoir interval as the city well. 
However, correlation on individual strata between 
the two wells is not obvious. 

It is doubtful that these wells penetrate 

The difficulties ecoun- 

INTWFERENCE MONITORING EQUIPMENT 

Water levels in the Adamcheck Well and the 
Head Well were monitored using Leupold-Stevens 
continuous-recording water level devices. Changes 
in water level of 4 in. can be easily resolved. 
Background data were obtained from these wells 
for several months before the test. At the onset 
of the cold season in September, a decline of the 
water levels took place at a similar rate of 
approximately 3 ftfmo. when the pump test began. 
Figure 3 shows the water level data obtained 
during the interference test. 

Water level changes in the Parks Well were 

The transducer measures changes of 
measured using a downhole Paro-Scientific pressure 
transducer. 
water level by measuring the weight of the column 
of water above it. The instrument has a resolu- 
tion of  approximately 0.01 psi (better than 4 in.) 
Pressure data are recorded automatically at speci- 
fied time intervals ranging from 1 sec to 2 hr. 
For this test, data points vere recorded at 10-sec 
intervals each time the pump vas turned on or off 
and at 2- intervals when water level changes 
occurred less rapidly. 
instrumentation and the location of the wells used 
in  the test. 
from tbe Parks Well during the interference test. 

-CE TEST ANALYSE3 

Table 3 summarizes the 

Figure 4 shows the data obtained 

The rapid drop in water levels at the onset 
of production from City Well-1 indicates a high 
degree of hydrologic reservoir continuity. Re- 
sponse time at the Parks Well (150 ft) was less 
than 10 sec after the pump was turned on. At the 
other two observation wells, response time was 
short but difficult to measure because of the 

2 
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non-digital time display. 
be used to determine the reservoir parameters that 
control reserboir drawdown and continuity. 
gether with an accurate hydrogeologic d e l  of the 
reservoir, these parameters can be combined to 
predict how the system will respond to pumping 
(and/or injection) with any arbitrary flow rate 
schedule and well configuration. 

Interference tests can 

To- 

Interference test data are usually analyzed 
using a simplified reservoir model. The model 
assumed in this analysis was that on vfiich the 
Theis solution is based. This model assumes the 
production well fully penetrates an isothermal, 
isotropic, homogeneous, porous medium of infinite 
areal extent and constant thickness. The data 
from the Adamcheck Well and the Head Well are 
shown matched to the Theis curve in Figures 5 and 
6 respectively. The match of the data is accept- 
able for these small measured drawdowns. The 
transmissivity values calculated range from 1.4 X 

lo7 to 1.5 X 10 md-ftfcp and the storativity 
values range from 2.4 X to 7.8 X ftfpsi. 
The data begin departing from the Theis curve 
toward the end of the test, indicating that some 
sort of hydrologic boundary or reservoir hetero- 
geneity may be affecting the reservoir response. 
Another explanation for the departure from the 
Theis curve is that the reservoir water level 
trend recorded before the test is affecting the 
drawdown. 

onlinear least-squares matching program 
developed a 
impermeable reservoir boundary was affecting th 
drawdown at the observation wells. The program 
uses the method of images to locate reeervoir 
boundaries. The matches obtained from the c m -  
puter analysis are shown in Figures 7, 8, and 9. 
Two of the wells, the Adamcheck Well and the Parks 
Well, suggest that an impermeable boundary may be 
affecting t b  data. 
bowever, is nonunique. A longer test with a con- 
stant Background pressure is necessary to deter- 
mine both the eristence aad location of a houndary. 

7 

was then used to determine if 

The location of this boundary, 

This is anomalously high, indicating that the 
values used for the compressibility and reservoir 
thickness are uncertain. 

CONCLUSIONS 

The tests of the Klamath City Well-1 show 
that the shallow test aquifer is capable of sus- 
tained production of at least 680 at a temperature 
of about 218OF. Fapid water level changes in the 
surrounding wells indicate a high degree of hydro- 
dynamic reservoir continuity through several dis- 
tinct lithologic units. This would indicate that 
a fracture network may possibly be controlling 
fluid movement in the reservoir. 
transmissivity values from the interference test 
indicate a permeability of approximately 100 dar- 
cies. 
interference test are extrapolated to several 
years, drawdowns of 2 to 3 ft are predicted at a 
sustained production rate of 680. The departure 
of the data at later times from the Theis curve 
used for this analysis indicates that water level 
changes may be larger than the predicted values. 
Xowever, the data show a departure from the Theis 
curve match near the end of the test interval. 
This departure could imply greater drawdwns at a 
much greater time interval than the test segment. 
At present no unique explanation can be given to 
account for this departure. 
the effects of sustained production over the 
lifetime of this project a longer test must be 
conducted to determine the effects of reservoir 
heterogeneity on the water level decline in 
surrounding wells. Present indications, from 
resewoir testing at the Klamath Falls, are that 
this system has a very promising potential for 
development of a large-scale district heating 

Calculated 

When the pressure behavior over the 8-hr 

To accurately predict 

, project. 
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TABLE 1 
Y OF C l T Y  W F I I  

KLAMATH F A L L S  C I T Y  YELL 1 

SPUD DATE AND T IUE - AUGUST 21, 1979. 1640 HOURS 

COMPLETION DATE - SEPTEUBER 17. 1979 

CASING RECORD - 300 F T  OF 12 I N  BLANK CASING 

DEPTH- D R I L L I N G  M W 0 T E M P  
~ FT RATE FT/HR C 

IO 
20 

30 
40 
50 

60 
70 

80 

90 

IO0 

110 
120 

130 

140 

150 

160 
I70 

180 

I90 

a95 

200 

210 

a20 
230 

240 

t 5 0  

260 

265 

270 
280 

285 

290 
300 

310 

120 

$30 

340 

350 

360 

50 

50 

60 

60 
50 

18 

17 
17 

17 

17 

30 
40 
40 

40 

40 

40 

30 

25 

30 

20 

20 
2 0  

20 
20 

-5 
3 
3 

10 

10 

15 

5 
3 

2 

3 
3 

3 
2 

20 

20 

-- 
-- 
16 
16 

17 
20 

21 

23 

24 

26 

29 
30 

32 
34 

35 

36 

39 

37 

41 

40 

29 

29 

29 

30 

31 

31 

31 

31 

32 
36 

35 

39 

37 

KO- 
IFWREASING 

HUD LOSSES/ 
UARU ENTRY 

. -  

- 
- 
- 
- - 
- 
- 
- 
- 

- 
I 

- - 
- UARM UATER 

ENTRY 160-l7OFT - UARU UATER 

m Y  178-185 FT - SlSsfAHTIAL 

)*D LOSS-195 FT 

- USING cu) 

195-245 Fl 

- LOST C l R a U T I f f l  

AT 248 FT 

L I T H O L O G I C  SAMPLE OESU?IPTI~--PRELTMXN4RY 
COLUMN 

- c(NTIHI0Us 
9 - O W U K S a c u )  

- LOST CIRQLATIffl 

292-298 FT - USING m 

- LOSING #x) 

340 - 3bO FT 

0-2 FT - KIP SOIL 

2-20 FT - DIAlU4ITE. WISE. SILICA FIU-OD 
20-47 FT - OIAfaMIlE.  WITE 

4746 FT - DfATP(I7E. SOPE l 3 X 3  SMLE 

66-93 R -GREY AN) a-AY 

93-104 F T  - Bus< SHALE 

104-116 FT - QIEY SHALE 

116-147 R - BlXlW W AK) M Y  

147-152 R - QIEY SHALE AN) CLAY 

152-160 FT - t3'7OW W E  AN) GREY TlFF 

160-170 FT - t B Y  TclFF AN) SHKE 

170-198 FT - BRDZM SHALE 

198-243 FT - BLE AK) GREY SW& 

243-253 Ff - STREW -11 m Y I f f i  R A C Y  
BASLT. cowl 
O U W Z  VEIN1 

253-276 R - G?Ey EASKT- 

276-279 FT - Q?€f BASKT-HIIRD 

279-285 FT - RTDOISII BR)CM m y l l  

285-341 FT - ti$SD GREY BASALT u9 CLAY 

341 FT - PD OF WRO BASALT 

341-360 FT - RED BASKT 
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TABLE z 

- -  SUMMARY OF PRODUCTION TEST (CITY WELL 1)  

- 

FLOWRATE DRAWWWN 
35 FT 

39 FT 

49 FT 

77 FT 

W I N G  
LEva TIME 

5 m S  

2 t R s  

1 H R s  

7.5 HRs 

TEMPERATURE 

212O F 

~ 

260 6PM 

4ao 6PM 

550 6PM 

U F T  

115 FT 

125 FT 

153 FT 

215OF 

217OF 

217-219OF 680 6PM 

'b 76 FT STATIC WATER LEVEL ., i 
WELL OEPTn *360 CT 

. CASING S I Z E  12 I N  

OPEN INTERVAL 300-360 F T  

PUMP SETTING 800 FT ( 6  I N .  COLUMN, 
I XN. BOWLS) 

TABLE 3 

SUMMARY OF INTERFERENCE TEST - 
YELL 

- 
PARKS 

ADAM- 
CUECU 

UEAO 

LOCATION IISTANCE TO 
C I T Y  YELL I 

INSTRUMENTATION #RAWDOWN AFTEF 
r 1/2 ms 
l a0  6PM 

~- 

OLD FORT RC OOWNHDLL PRESSUR 
TRANSDUCER 

1.2 Fr 100 FT 

HERBERT C 
LAGUNA ST. 

1000 FT CONTZNVOUS 
WATER LEVEL 
RECORDER 

7 XN 

1420 FT NEWCASTLE 

-- .- 
- - - "-- 

CONT I N W U S  
WATER LEVEL 
RECORDER 

- -  

7 IN  

- -  

. .  TABLE 4 

COMPUTER MATCH OF YELL DATA 

DISTANCE TO 
BOUNDARY , *- 

YELL DISTANCE TO 
cm MU-1 

KH/u 
t WO. F T I C P  

QCH 
( F T / P S I )  

AOAWCUECK 

&LEN UEAD 

. .loo0 FT 

1400 FT 

i t  

PARKS 200 R 

5 



Figure 1. Locations of monitor wells and City 
Well-1. 

f 735-  
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Figure 2. Fence diagram of monitor 
wells and City Well-1. 
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Klamath Falls interference test data 
- - 

- 

Adamcheck Well - - 
- U 

City Well - I  - 

XBL801- 131 

Figure 3. Interference test data from the Head Well 
and the Adamcheck Well. 
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< Figure 4. Interference data from the Xead Well. 
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Figure 5. Theis curve match of interference test data from the 
Head Well. 

7 



* 

IO 

n 

Q, 
t 

E 1.0 
Y 

5 
0 
W 

0.1 2 n 

0.01 

Adamcheck' well interfe:ence test dbta analy si: 

Drawdown after -7.5 hours 
- 3 Feet 

0.6 Feet (7") / 
'/ 

Flowing time (minutes) 
- 2 years 
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Figure 6. Theis curve match of the Adamcheck well interference 

data. 
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.c 4 Calculated values 

%Observed values 
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c 

Figure 7.  Computer auitch of the Adamcheck Well inter- 
ference data. 
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Figure 10. Log As vs. log (At/?) plot of the interference test data. 
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