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,..-------- LEGAL NOTICE ----------. 

This report was prepared as an account of work sponsored by the 
United States Government. Neither the United States nor the Depart
ment of Energy, nor any of their employees, nor any of their con
tractors, subcontractors, or their employees, makes any warranty, 
express or implied, or assumes any legal liability or responsibility for 
the accuracy, completeness or usefulness of any information, appa
ratus, product or process disclosed, or represents that its use would 
not infringe privately owned rights. 
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EXPERIMENTAL TEST FACILITY FOR EVALUATION OF SOLAR CONTROL STRATEGIES* 

MICHAEL MAJTELES, HOWARD LEE, MICHAEl, WAHLIG AND HASHURI WARREN 

LAWRENCE BERKELEY LABORATORY 

UNIVERSITY OF CALIFORNIA 

BERKELEY, CALIFORNIA 94720 

INTRODUCTION 

An experimental solar heating and cooling system 
has been constructed at LBL. It was designed to serve 
as a test system to check out the operation of an LBL
developed solar controller that looked promising in 
terms of its commercialization potential. However, it 
soon became apparent that the value of this controller 
could only be determined by conducting experimental 
measurements of its cost-effectiveness (i.e., its cost 
compared to its capability for reducing use of auxili
ary energy); simple operational check out was not suf
ficient to justify commercialization of this type of 
controller. Accordingly, improvements were made in 
the experimental heating and cooling system to enable 
quantitative determination of the auxiliary energy 
savings made possible by using this type of controller. 
These improvements consisted of installation and cali
bration of accurate instrumentation, data acquisition 
capabilities, and development of simulated input and 
output devices that would allow repeated experiments 
using the same running conditions. In addition the 
possibilities of further development of the hea~ing 
and cooling system into an experimental test facility 
for a wide range of solar control strategies have been 
investigated. 

SYSTEM DESCRIPTION 

The solar heating and cooling system shown in 
Figure 1 is residential-sized, and includes the usual 
components: collectors, storage, loads, and associat
ed plumbing. Water is used as the circulation fluid 
in both the collector and load loops; appropriate cor
rosion inhibiters have been added. The flow configur
ation is fairly generalized, to allow options such as 
direct collector-to-load operation (by-passing the 
storage tank), and independent operation of the col
lector and load loops. A simplified flow schematic as 
shown in Figure 2 is useful in analyzing the control 
options for operation of the heating and cooling sys
tem. 

Appropriate sensors (temperature and flow) and 
actuators (solenoid valves, pumps, and auxiliary heat
ers) are dispersed throughout the system. At present, 
only on/off flow states are possible, Current plans 
call for modifications of pumps and/or valves such 
that the wider range of control strategies that re
quire variable flow rates may also be tested. 

A domestic hot water system is also included. It 
interacts with the solar system via a heat exchanger 

*This work has been supported by the Solar Heating and 
Cooling Research and Development Branch, Office of Con
servation and Solar Applications, U.S. Department of 
Energy. 
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submersed in the hot water storage tank as shown in 
figure 3. 

CONTROLLER DESCRIPTION 

The system is now being controlled by a flexible, 
multi-input multi-output controller. It was designed 
to be intermediate in performance between a simple 
differential thermostat and an on-line microprocessor. 
A schematic of the solar controller is shown in Fig
ure 4. Electrical signals from up to eight solid 
state temperatures sensors are standardized. By use 
of a pin matrix board PPH pairs of the temperature 
sensors can be selected for comparisons. The logic 
signal outputs from the compositors are used to drive 
the PROH chips, which contain control algorithms. The 
ON/OFF output commands ensue from the PROMs. Algori
thm changes are implemented by replacement of or by 
programming the PROH. 

The prototype version of this controller was fab
ricated so that it could be readily tested. Thus many 
features (such as manual override, display, accessi
bility to internal signals and calibrations) were in
corporated that allowed experimental flexibility, but 
which need not be included in a commercial version. 
Although not originally designed for this purpose, 
this flexibility now allows US to bypass the PROMs 
with an external interface to a microGomputer, consid
erably broadening the testing capabilities of our ex
perimental system without having to change the con
troller hardware. This microcomputer has been ac~ 
quired for other purposes, as described below, but is 
essentially fully available for sqlar control func
tions as well. 

CONTROL ALGORITHMS 

The state of the solar system is defined, at any 
given time, by the values of those sensors that are 
used as inputs to the solar ~ontroller. The preseqt 
set includes five temperature sensors, one flow 
switch, ~nd a multi-stage room thermostat. The analog 
signals from the temperature sensors are compared in 
pairs, with appropriate offset and hysteresis values, 
generating binary signals ~s in conventional differ
ential thermostats. These resultant b~nary signals, 
plus those from the flow switch and the thermostat 
are processed to provide the PROH inputs. rhe con~rol 
algorithm in the form of a truth tab1~ is used to code 
the PROH chip, which is the device that performs the 
input-to-output mapping. The resulting output s~gnals 
from the PROM are used to enable the valves, pumps, 
and auxiliary heaters. 

The first series of experimental test runs will 
involve ON/OFF control modes. The large, but finite, 
number of possible algorithms is readily reduced to a 



manageable set by the application of some reasonable 
guidelines. Examples of such guidelines are: use 
the collectors to drive the load directly whenever 
possible; when the load output fluid is hotter than 
the storage tank, return it to the storage tank--when 
it is colder than the storage tank, return it to the 
collectors; avoid heating the storage tank by the 
auxiliary heater; and so on. 

Several approximations were made to reduce a 
manageable size the task of selecting a small set of 
algorithms for experimental test runs. The major ap
proximations were the assumptions that the collectors 
and the storage tank could each be represented by a 
single state variable (one temperature sensor in 
each). Therefore, the controller algorithms aim to 
operate the system in a near-optimum fashion, and 
experimental verification will be necessary to select 
the best algorithm for any given set of operating 
conditions. 

HEAT INPUT AND LOAD OUTPUT SIMULATORS 

To make meaningful comparisons between alterna
tive control algorithms, the heat input and load con
ditions must be reproducible. What differences in 
conditions do occur must be minor enough not to af
fect significantly the controller evaluation. There
fore, it was decided that the solar energy input to 
the system and the building load output should be 
supplied by simulation devices that would permit re
peated runs under the same external conditions. Pre
ferably these simulators would be driven by the same 
standardized weather tapes that are now available for 
computer simulation analyses. 

HEAT INPUT SIMULATION-THE PSEUDO COLLECTOR 

The heat input simulator, the pseudo collector 
shown in Figure 5, .is principally a boiler plus its 
controller. It was initially developed to increase 
the apparent size of the collector array, by produ
cing the same temperature gain (6T) across its fluid 
circuit and "ISS produced across the collectors. Thus 
by means of temperature sensor, a pseudo collector 
controller, and a temperature control valve, the 
pseudo collector was "slaved" to follow the collector 
output. 

In the present experimental design, the real 
collector array is completely bypassed (valve PVl 
in figure 1 is closed) and the temperature gain (6T) 
across the pseudo collector is reproducibly control
led by a programmed temperature curve. A strip chart 
recorder has been modified so that a light-diode de
vice follows a profile curve of 6T as a function of 
time, the curve having previously been calculated and 
inscribed on chart paper. An output voltage propor
tional to 6T is thereby generated. This method has 
been used in experimental runs to date. 

A second method has also been devised to calcu-· 
late collector response. A microcomputer, a hp 9825A 
is used to calculate 6T on-line. Using a standard col
lector response subroutine and using the climatolo
gical data as provided on the ,,,eather tape, an output 
voltage proportional to 6T is generated in the multi~ 
programmeJ.' D/A conver.ter, and transmitted to the pseudo 
collector controller. This is the principal control 
method that will be used in future experimental runs. 
In either case, the voltage signal is used to drive 
the pseudocollector control circuit, which is comple-· 
tely independent of the solar system controller. The 
solar controller cannot distinguish whether the real 
collector or the pseudo-collector is being used. 
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THE LOAD SIMULATOR 

The building load subsystem is shown in Fig. 6.The 
load simulator is intended to reproduce the response 
of a building being heated or cooled by the solar sys
tem. The hardware consists mainly of the hp 9825A 
microcomputer; it issues ON/OFF control to an air con
ditioner when the inlet air temperature is too high, 
or provides an analog signal to the SCR control for 
the duct heater when the inlet air temperature is too 
low. 

A building load model is used to calculate, on
line, the building internal air temperature. Initial
ly a simple linear response load model will be used; 
however, plans call for eventually including dynamic 
building and thermostat responses. Inputs to the pro
gram include measurements of the energy (flow rate 
plus temperatures) supplied to the heating or cooling 
coil by the solar system load loop, climatological 
values from the weather tape, building envelope para
meters, thermostat response model, and the thermostat 
set points. Building parameters from the standard DOE 
load tape will be used. The resulting calculated in 
let air temperature is reproduced as actual tempera
ture of the air streaming across the heating and cool
ling coil by controlling the above-mentioned air con
ditioner and heater located upstream in the air duct. 
The only microcomputer output used by the solar con
troller is a signal when a thermostat set point is 
crossed, thus being equivalent to the function of a 
room thermostat. 

INSTRUMENTATION AlID DATA ACQUISITION 

Solid-state temperature sensors are used to gen
erate the input signals for the solar controller, and 
thermocouples are used for data acquisition purposes. 
Liquid flm" rates are measured with accurate turbine
type flow meters. Air temperature and flow measure
ments are made in the building load ductwork; however, 
these measurements are less accurate than the liquid 
ones and are used only for checking purposes. Gas me
ters and electric meters are used to monitor auxiliary 
energy usage. A schematic of the instrumentation is 
shown in Figure 7. A 100 channel datalogger is used 
to gather and printout the data. It is interfaced to 
the microcomputer, so that some on-line data reduction 
is carried out, with the results also being printed. 
A single microcomputer is being used for all the pur
poses described in this paper. 

ERROR REQUIREMENTS AND SOURCES 

Measurement errors must be small and well-known in 
order to conduct meaningful tests of alternative con
trol strategies. A goal of 3 to 5% has been set for 
heat balance accuracies, requiring individual measure
ment errors of 2% or less. In addition to the basic 
component resolution, other sources of error include 
calibration, electronic noise, signal drift, heat loss 
calculations and the storage tank model. The last two 
items are particularly difficult, as they require an 
adequate empirical characterization of system compon
ents. All components, especially including the piping, 
are sources of heat loss to ambient. The storage tank 
temperature is measured at several locations within the 
tank. Hm"ever, an accurate model of the entire tank is 
a requisite, as the change in stored energy is usually 
a significant term in any energy balance calculation. 

RESULTS TO DATE 

Heat balance experiments conducted earlier this 
year showed that accuracies of 6 to 7% were being 
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achieved. This fell short of our goals of 3 to 5%, 
and indicated a lack of sufficient knowledge of the 
storage tank l'erformance as well as unacceptable er
rors in the temperature measurements. The revised 
measurement of the storage tank temperature distri
bution and the introduction of an amplifier for the 
thermocouple signals have both helped to reduce mea
surement errors. New heat balance experiments are 
currently underway to determine how successful these 
improvements have been. A recent experimental run, 
as shown in Table 1, indicates a measured heat bal
ance error of 3.7%, compared to an earlier error of 
7.6%. 

Much time has also been spent during the past 
fe,,, months in completing and debugging the load sim
ulator. This is now completed exc('pt for the inter
face to the weather tape. 

The actual experiments to compare the perfor
mance and cost-effectiveness of alternative control 
strategies have not yet begun. 

PLANNED ACTIVITIES 

The highest priority is to obtain data on the 
energy use of different control algorithms using the 
present controller. Beyond that, modifications to 
the system and controller are planned that will ac
commodate t<.,sting of variable flQw strategies. In 
the longer term, L' justified by project results, 
the experimeiltal capabilit Les can be expanded to in
clude additional components, such as '·eat pumps, 
chillers, 'Ind cold-side $torage. 

TABLE 1. HEAT BALANCE E~~ENTS 

HllAT HEAT TO HEAT 6 HEAT 
IN LOAD LOSS STO){AGE BALANCE 

PREVIOUS RUN 210.7 754.4 55.7 -542.2 -57.1 

NEH RUN 205.5 923.7 61.0 -744.1 -35.1 

NOTES: Heat is given in units of megajoules (106J ). 

Heat Balance ~ Heat In - Heat to Load - Heat Loss - 6Storage 

% Error ~ 100 x Heat Balance 
Heat In - 6S 

I,here 6S 6Storage, If 6Storage < 0 
o If 6Storage > 0 

3 

% 
ERROR 

-7.6 
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