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ABSTRACT 

A predictive model of air infiltration in residential structures is 

described. This model uses wind speed and outdoor temperature data, along 

with selected building and site parameters, to predict average infiltration. 

Long-term field validation results obtained in a portable test structure are 

presented together with long-term data from three unoccupied test houses at 

the Owens-Corning Technical Center. The ratio between predicted and 

measured infiltration peaks near one in all comparisons. The estimated 

standard deviation of the ratios decreases with longer averaging times. 

Values decrease from ± 35% to ± 7% in moving from a 1/2-hour infiltration 

prediction to a one-week prediction in the portable test structure. In the 

test houses, the values decrease from ± 66% to ± 19% in moving from a 

one-hour prediction of infiltration to a one-week value. 
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INTRODUCTION 

A Predictive Air Infiltration Model - Long-Term 
Field Test Validation 

M. P. Madera, M. H. Sherman, and D. T. Grimsrud 
Energy Performance of Buildings Group 

Lawrence Berkeley Laboratory 
University of California 

Berkeley, CA 94720 

Researchers at a national laboratory have developed a model that can be used to predict the air 

infiltration rate of a residential structure. This model uses wind speed and outdoor tempera

ture data, along with selected building and site parameters, to predict either hour-by-hour or 

long-term average infiltration. 

Until now, the validity of the model has been tested through short-term survey measurements 

in occupied houses. Although the correlations of predicted and measured infiltration have been 

good, tests in occupied houses are necessarily restricted in terms of the time spent at any 

given house and the control of the model parameters for each building and site. This report 

presents long-term field validation results obtained by means of a portable test structure, the 

Mobile Infiltration Test Unit. In addition, long-term data from three unoccupied test houses at 

another research center are used to compare model predictions with measured infiltration data. 

INFILTRATION MODEL 

The residential infiltration model uses a few building and site parameters to make infiltrat_ion 

predictions from available weather data.l,2 The model was specifically designed for simplicity, 

that is, precise detail was sacrificed for ease of application. The functional form of the 

model, along with a description of the important assumptions, is presented below. 

M. P. Modera, Staff Scientist; M. H. Sherman, Staff Scientist; and D. T. Grimsrud, Staff 
Scientist, Energy Performance of Buildings Group, Lawrence Berkeley Laboratory, University of 
California, Berkeley. 
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The most important factor for determining natural infiltration is the resistance of the 

building shell to airflow. Air leakage is described in terms of the effective leakage .!!:!.!• 

which is a measure of the flow area of the cracks and openings in the building shell. Inherent 

in the definition of effective leakage area is the assumption of square-root flow; i.e., it 

assumes that the flow through the apertures in the building shell is similar to orifice flow, 

where the flow rate is proportional to the square root of the pressure drop. This implies that 

the flow through the building shell can be represented by: 

(1) 

where 

& is the pressure drop across the building shell (Pa) 

L is the effective leakage area (m2) 

p is the density of air ~kg/m3 ) 

This flow model has been verified using measurements of leakage at very low pressures. 3 

The leakage area is measured with a technique known as fan pressurization, which involve.s 

sealing a fan, mounted on an adjustable wooden plate, into the doorw~y of the house to be 

tested. The fan speed, which is adjusted using a DC motor and controller, is varied to produce 

a series of pressure drops, both positive (pressurization) and negative (depressurization) 

across the building envelope. The flows induced by these pressure differences are determined 

from the fan calibration. In order to determine the curve relating· the pressure drop across the . 
envelope to the flow that it induces, the flows at each pressure differential are plotted on 

log-log paper. In the pressure region used (~ 10 to ~ 60 Pa), the data generally form a 

straight line; i.e., the data are well represented by the empirical relationship: 

(2) 

where 

Q 1s the volume flow rate of the f~n (m3/s) 

K is a constant 

& is the pressure drop across the .. 
building envelope (Pa) 

n is an exponent 1n the range 0.5 < n < 1.0 

Since the flow exponent, n, 1s not always equal to 0.5, the effective leakage area must be 

evaluated at a particular reference pressJ,Jre. The pressure selected, 4 Pa, is typical of the 

weather-induced pressures that cause infiltration. Substituting the reference pressure (/::,.p =4 .r 

Pa) for ,6y in Eq. 2, then inserting this express1on into Eq. 1 and solving for L, yields: 

(3) 
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where 

K is the graphically determined constant 

L is the effective leakage area (m2) 

p is the density of air (kg/m3) 

&r is the reference pressure (Pa) 

The basic form of the infiltration model is: 

(4) 

where 

Q is the infiltration (m3/s) 

L is the effective leakage area (m2) 

/j.T is the indoor-outdoor temperature difference (K) 

f. is the stack parameter (m/s/Kl/2) 

v is the wind speed (m/s) 

fw is the wind parameter 

In this expression, fw and fs, the wind and stack parameters, essentially convert the wind 

speed, v, and the indoor-outdoor temperature difference, /j.T, into equivalent pressures across 

the leakage area of the house. The terms inside the square root actually have the units of 

velocity squared, i.e., pressure over density. The derivations of these terms are complex, but 

their interpretation is straightforward. 

The wind parameter is given by the following expression: 

fw • c• ( ( 1 - R >1/3 ] 
[ 

d (-l{y] y l 
d' [~~p· 

where 

c· is the generalized shielding coefficient 

R is the fraction of leakage on horizontal surfaces 

(i.e., the fraction of leakage in the floor and ceiling) 

d,Y are terrain parameters 

H is height of the structure (m) 

H' is the height of the wind measurement (m) 
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The wind parameter contains three factors: the generalized shielding parameter, the R fac

tor, and the terrain factor. The first factor describes the shielding around the structure; 

wind tunnel data4 have been used to find the generalized shielding coefficient for the case 

where there are no significant obstructions in the vicinity of the structure, and the concept 

has been broadened to allow for five different classes of shielding. Shielding class I is the 

unobstructed case, while the values of the other classes reflect the fact that increasing the 

amount of obstructions near the structure will lower the pressures acting on that structure. 

The description of each shielding class and their respective shielding coefficients are 

displayed in Tab. 1. 

Table 1 

Generalized Shielding Coefficient cc· > for Local Shielding 

Shielding Class c· Description 

I 0.32 No obstructions (trees, fences, 

nearby houses) whatsoever 

II 0.28 Light local· shielding with few 

obstructions 

III 0.24 Some obstructions within two house 

heights 

IV 0.18 Obstructions around most of perime-

ter 

v 0.10 Large obstructions surrounding per-

imeter within two house heights 

This treatment of localized shielding is the portion of the model that contains the greatest 

uncertainty. The quasi-linear interpretation of shielding presented in Tab. 1 is, at best, an 

approximat.ion of the complex nonlinear interactions between the building being modeled and 

nearby obs-tructions. This point is discussed further below. 

The second factor in the wind-parameter expression accounts for the fact that the amount ·of 

leakage area exposed to the wind is reduced as the leakage area is shifted from the walls to the 

floor and ceiling. The model explicitly assumes that the floor and ceiling are shielded from 

the influence of the wind. R is defined as the ratio of the sum of floor and ceiling leakage 

areas to the total leakage area of the house: 

L . . + Lfl ce1l1ng oor 
R = L 

(6) 

The third factor in the wind-parameter expression accounts for the fact that the wind meas

ured on a weather tower will not be the same as the effective wind speed at the structure. To 

compensate for this effect, standard wind engineering formulae 5 are used to translate the wind 

in one terrain at one height to the same wind in another terrain at another height. The primed 

quantities in the wind-parameter expression refer to the variables at the wind-measu~ement site, 

and the unprimed ones refer to the variables at the structure. Typical values for the terrain 

parameters are presented in Tab. 2. -4-
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Table 2 

Terrain Parameters for Standard Terrain Classes 

Class y c{ Description 

I 0.10 1.30 Ocean or other body of water with at 

least 5 km of unrestricted expanse 

II 0.15 1.00 Flat terrain with some isolated obs-

tacles (e.g., buildings or trees 

we 11 separated from each other 

III 0.20 0.85 Rural areas with low buildings, 

trees, etc. 

IV 0.25 0.67 Urban, industrial, or forest areas 

v 0.35 0.47 Center of large city 

The stack parameter is given by the following expression: 

where 

g is 

H is 

T is 

fs is 

~0 is 

f 
5 

the acceleration of 

( 1 + R/2) 
3 

gravity (9.8 m/&2) 

height of the structure (m) 

the inside temperature (295K) 

the (dimensionless) stack parameter 

the (dimensionless) height of the neutral 

]~ (7) 

level 

The neutral level, p0
, 1s the ratio o;. the height at which the pressure inside exactly 

equals the pressure outside (due to the stack effect) to the height of the structure. Although 

this variable is e~perimentally determinable, 6 it is impractical to conduct this experiment in 

the field. A related expression that is more easily estimated is the ratio of the difference 

between floor and ceiling leakage areas to the total leakage area: 

Lceiling - Lfloor 
X., L (8) 

The stack parameter can therefore be approximated as: 

f • ( 1 + R/2) [ I _ 
s (2 

(9) 
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In principle, R and X could be measured by determining the leakage areas of the floor and 

ceiling, a cumbersome and time-consuming proced-ure·. Instead, posit ions of the major leakage 

sites in the building shell are noted. and the leakage areas of these sites are subtracted from 

the total value measured for the house. The remaining leakage area is assumed to be distributed 

uniformly over the shell. _ A more rigorous measurement procedure is not required, since the 

model predictions are insensitive to changes in R and X,. 

A useful physical interpretation of the model is that it converts the complex pressure dis

tributions caused by wind and stack effects into an equivalent single pressure across an aper

ture with the same effective leakage area as the structure. An immediate corollary of thi!l 

interpretation is that wind and stack effects are added by simply superimposing the equivalent 

pressures induced by each effect (Eq. 1). That is, wind-induced infiltration and stack-induced 

infiltration add in quadrature. 

(10) 

~ 
Q is the combined infiltration (m3/s) 

MITU TRAILER 

The Mobile Infiltration Test Unit (MITU) is a commercially available construction-site office 

trailer that was modified and instrumented to permit use for infiltration research. 7 Illus

trated in Fig. 1, MITU is a portable self-contained test structure designed to perform extended 

infiltration field studies in a variety of climates, allowing complete control of building 

parameters and site parameters. It is instrumented to provide for validation of both long-term 

average and hour-by-hour infiltration-model predict ions. The trailer is also designed to test 

various components of the model individually (i.e., translation of airport wind data into wind 

at the structure, reduction of wind-induced pressures due to localized shielding, c•, etc.). 

MITU is a wood-frame structure, 4.9 m (16 ft) long, 2.4 m (8 ft) wide, and 2.4 m (8 ft) 

high. It contains both heating and cooling systems and requires only electrical power at each 

site. The walls and floor ~f the trailer contain a total of sixteen window openings that can be 

fitted with interchangeable calibrated leakage pan~ls for controlling total leakage area, leak

age distribution, and leakage type (i.e., narrow cra..::ks, large holes). The trailer shell is 

sealed with a continuous vapor barrier, arid perforarions are caulked with silicone sealant to 

minimize the leakage area. The leakage· areas of the panels and the trailer shell are determined 

with a specially designed fan pressurization system that fits into one of the window openings 

and measures airflow using an.orifice plate. 
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Air infiltration, weather data, and surface pressures are sampled, reduced, and recorded on 

floppy disk by a Z-80 microprocessor-based computer. Windspeed and wind direction are measured 

10 m (33 ft) above the ground using sensors on a weather tower mounted on the trailer. 

Air infiltration is monitored with the Continuous Infiltration Monitoring System (CIMS)J 

This system continuously injects a tracer gas and measures its concentration. The volumetric 

air infiltration rate is calculated from the equation: 

• !. + - !) ,:g.;_ C Q (C0 Q e v ( 11) 

where 

Q is the volumetric air infiltration rate (m3/h) 

F is the tracer gas injection rate (m3/h) 

c is the tracer-gas concentration (ppm} 

co is the tracer-gas concentration at time zero (ppm) 

v is the effective volume of the structure (m3) 

t is the time elapsed since time zero (h) 

The CIMS system measures tracer-gas.concentration (C), tracer-gas flow rate (F), and elapsed 

time (t), leaving three unknown parameters: the infiltration rate (Q), the tracer-gas concentra

tion at time zero (C0 ), and the effective volume of the structure (V). The unknown parameters 

are determined by means of a SIMPLEX 8 likelihood maximization algorithm. The control algorithm 

then adjusts the tracer-gas flow rate to maintain the concentration within a specified range. 

Tracer concentration and tracer flow are checked every 30 seconds, and these data are used by 

the SIMPLEX algorithm every half-hour. The zero drift of the analyzer is checked every 30 

minutes, and infiltration rates are stored as half-hour averages. 

Surface pressures from 82 taps located on the walls, floor, and ceiling are measured with 

differential pressure transducers. Taps are opened and closed by solenoid valves controlled by 

the computer. During sampling, each tap is kept open for 10 seconds. The pressure signal, sam

pled 40 times per second, is electronically filtered using a one-second time constant in order 

to eliminate any ringing in the pressure 1 ines due to solenoid operation. The pressures are 

monitored with pressure transducers on six levels. Four of the transducers are on the walls at 

0.23m (0.75 ft), 0.90m (2.95 ft}, 1.57m (5.15 ft) and 2.24m 0.35 ft) above the floor of the 

trailer, while the remaining two transducers are for the ceiling and floor. This system allows 

for direct measurement of stack-induced pressures and the height of the neutral level. The zero 

of eacb transducer is checked every. 30 minutes and subtracted from the surface pressures, which 

are then stored as 30 minute averages. 

-7-



INFILTRATION MODEL VALIDATION 

The Mobile Infiltration Test Unit was stationed in Reno, NV, for the winter of December 1980 to 

March 1981. The .site was chosen for its row temperatures, high winds, and lack of 'shielding 

from the wind (Fig. 2). During the four-month period, infiltration and weather data were col

lected under a variety of conditions; the quantity, shape, and distribution of the leakage area 

were varied, as well as the orientation of the trailer on the site. Half-hour average infiltra

tion predictions were made for 34 days using weather data and appropriate values for each of the 

model parameters. 

A compact method of displaying this type of data is with a histogram of the ratios cf 

predicted-to-measured infiltration. Fig. 3(a) shows the distribution of this ratio for half

hour average infiltration rates; it can be represented by a log-normal distribution having a 

geometric mean ratio of 1.17. The dev'iation of the (geometric) mean ratio from unity represents 

the expected systematic error in model predictions, while the width of the curve is an estimate 

of the variation of an individual value about the mean. The spread factor, 1.34 in this case, 

is analogous to the standard deviation of a normal (Gaussian) distribution; the natural ~og of 

the spread factor 1s the standard deviation of· the natural log of the ratios. The range 

corresponding to one standard deviation is determined by multiplying and dividing by the spread 

factor. 

Fig. 3(b) and 3(c) use the same data points as Fig. 3(a), the distinction being that they 

use 48-data-point (one-day) and 336-data-point (one-week) averages to calculate the ratios. For 

these longer averaging intervals, one may observe that both the mean ratio and the spread factor 

move closer to unity. Since overprediction and underprediction errors tend to cancel each other 

upon averaging, the spread factor is expected to decrease as the averaging time increases. 

Although the histograms display systematic errors, they do not provide any information about 

the tracking ability of the model. Fig. 4 is a plot of air infiltration rat~ vs time for a 

three-day period, and Fig. 5 displays the results of a four-day test in another trailer confi

guration. Measured infiltration is plotted as a solid line, and predicted infiltration is 

represented by the dotted line. In both figures, the model predictions track measured infiltra

tion quite well, even when the infiltration rate changes by a factor of 10 over the course of 

the four-day test. These results encourage using the model to provide short-term infiltration 

predictions in situations that require hour-by-hour infiltration measurements, e.g., measurement 

of the thermal characteristics 6f buildings, indoor air quality tests, etc. 

The long-term average infiltration rate is an important value for both annual energy use and 

indoor air quality, since the effects of certain contaminants (such as radon gas) are dependent 

upon long-term exposure. In many instances, the detailed weather information needed to deter

mine hourly infiltration rates is not availahle, and the long-term infiltration must be deter

mined using averaged weather. When long-term weather averages are used to approximate the aver

age infiltration rate of the MITU facility during the 34-day peri0d, the predicted average 

-8-
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infiltration rate is 32.9 m3/h. The average infiltration rate measured during this time period 

was 32.5 m3/h, while the average of the infiltration predictions from half-hour weather readings 

was 34.4 m3/h. 

Although the success of the model predictions is encouraging, it is not surprising that a 

structure as simple as HITU can be modelled. A more definitive test of a model is to measure 

its ability to predict infiltration in a real house • 

Test Houses 

Over the course of a one-year period, researchers at a technical center in Granville, OH, meas

ured the air infiltration ra!es of three unoccupied test houses. The houses were of standard 

design and were identical except for insulation levels. They were built to examine the effect 

of different insulation strategies on heating and cooling loads. From the point of view of 

infiltration, an important distinction of one house (House C) is the presence of a larger fur

nace and duct system to compensate for its lack of insulation. 

The infiltration rates of the houses were continuously monitored with an injection-decay 

tracer gas technique, and wind speed and outdoor temperature were monitored with an on-site 

weather station. This data set, comprised of hourly averages, is one of the most complete 

descriptions of the infiltration performance of single-family housing in the United States. The 

on-site weather, was used, along with site descriptions and the results of fan pressurization 

tests, to make hourly infiltration rate predictions. Tab. 3 summarizes the values of the model 

parameters used for each house. 

Table 3 

Model Parameters for Test Houses 

Leakage Leakage Neutral Shielding Terrain 

House Area Distribution Level Class Class 

L(cm2) R ~0 

A 470 0.65 0.4 II II 

B 439 0.65 0.4 II II 

c 648 0.65 0.4 II II 

As was done for the MITU trailer, the data for each house are presented in three histograms 

of predicted/measured ratios (Figs. 6, 7, and 8). In all three houses, although the mean ratios 

are within 15% of unity, the widths and shapes of the distributions are not as good as those for 

the MITU trailer. The spread factors for the nine histograms summarized 1n Tab. 4 should be 

compared to MITU's hourly, daily, and weekly spread factors of 1.34, 1.17, and 1.07. 



Table 4 

Spread Factors for Test Houses 

1 hour 1 day '1 week 

House Average Average Average 

A 1. 57 1.27 1.18 

B 1.62 1.28 1.23 

c 1. 78 1.46 1.17 

In addition to the large spread factors, the distributions for all three houses do not 

appear to be log-normal. House A is the best of the three, houses B and C having apparently 

random spikes. Although longer averaging intervals tend to narrow the distributions, they do 

not seemto provide any significant improvement to the shapes (symmetry) of the distributions. 

Before attempting to explain these discrepancies, the added uncertainties involved in using 

data that are collected by others should be noted. All meas_ured infiltration values in the data 

sample .supplied by the Ohio researchers have been included. In examining the data, a puzzling 

periodicity in the measurements was not iced. An example is Fig. 9, a plot of measured and 

predicted infiltration for.a short section of data from House C. The measured infiltration rate 

appears to oscillate at a set frequency of approximately one cycle every eight hours. The Ohio 

researchers had also seen· these effects and explained that it was related to the periodic injec

tion of tracer gas into the houses. Immediately after injection, flow of tracer from condi

tioned to unconditioned spac-es causes a high initial value for the measured infiltration; return 

flow of the tracer from unconditioned to conditioned spaces causes a measurement error of the 

opposite sign. These measurement problems will tend to increase the widths of the distributions 

(Fig. 6,7,8). This particular measurement artifact is more likely to occur when making infil

tration measurements using tracer gas decays than when one uses controlled flow or constant con

centratio~ techniques. 

A significant problem for this model - and for all models that do not use direct measure

ments of exterior pressures - is the uncertainty of the localized shielding of the structure. 

It is estimated that the uncertaiAty in this term (which directly affects the ability to predict 

wind-driven infiltration) is approximately 25%. This is an inherent limitation in the ability 

of this infiltration model to make short-term infiltration predictions based upon leakage area 

measurements. 

Despite the difficulties described above, if one attempts to predict the long-term average 

infiltration rates of these structures using averaged weather data, the results are surprisingly 

good. Tab. 5 compares measured average infiltration, average predicted infiltration, and 

predicted average infiltration (using averaged weather). As in the case of the MITU trailer, 

the use of averaged weather data gives reasonably accurate. predict ions of long-term average 

infiitration. The deviation of the predicted average from the measured value is 16% at most--a 

degree of accu~acy equivalent to that obtained by averaging hourly infiltration predictions. 

-10-
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Table 5 

Average Infiltration in Test Rouses 

(m3/h)a 

Average Average Predicted 

House Measured Predicted Average 

A 74.4 66.9 68.1 

B 72.9 75.7 80.3 

c 87.4 99.4 101.1 

a House volume is 314 m3 in each case 

CONCLUSIONS 

Baviog compared model predictions with measured infiltration rates in the MITU trailer, one may 

conclude that the model c:an be used to predict both long-term and hour-by-hour infiltration 

rates. For the entire 34-day data set, the half-hour infiltration predictions have an accuracy 

of 35%, the daily infiltration predictions are within 20%, and the weekly infiltration predic

tions are within 10%. The comparison of model predictions with the infiltration rates measured 

in three test houses was not as conclusive. Although the long-term average infiltration rates 

were within 20% of the measured values, the tracking ability of the model could not be verified 

by means of the existing data. 

Additional reduction of MITU data is presently in progress. An important part of this work 

is the determination of the generalized shielding coefficient from. surface pressure measure

ments. This important parameter needs to be measured at a variety of test sites in order to 

facilitate site classification. The MITU trailer is also well suited for comparing airport 

weather station data with the actual wind speeds at the test site. These tests also require 

using a variety of test sites within varying distances of the airport weather station. concern

ing the Owens Corning infiltration measurements. 
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Figure 1 . 

CBB 800-13932 

Exterior view of Mobile Infiltration Test Unit in 
Blackberry Canyon at Lawr ence Berkeley Laboratory. 
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CBB 814-3957 

Fi gure 2. MI TU trail er at test site (Reno, Nevada). 
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