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ABSTRACT This paper presents a novel heating, ventilation, and air-conditioning system that can achieve
significant energy savings. A smart register that can reduce overall energy costs by up to 30%, compared
to conventional devices, is demonstrated. A high abstraction model based on a computational fluid dynam-
ics (CFD) simulation is developed to predict the diffused airflow from the register. The model is validated to
within a 10% error, and is found to be 1000 times more efficient than the detailed CFD simulations. Finally,
a prototype of the electroactive smart air-conditioning vent register is implemented, and adjustments of the
register’s tunnels are implemented.

INDEX TERMS Circuit optimization, energy efficiency, modeling, embedded software, energy saving,
personalized HVAC system.

I. INTRODUCTION
The energy crisis and the problem of carbon emissions have
become two serious concerns in recent decades. The energy
Internet (EI) has aroused global attention as one possible
solution [1]. Furthermore, big-data applications in a smart-
grid scenario can attain a significant effect. According to the
Energy Information Administration (EIA), heating, ventila-
tion, and air-conditioning (HVAC) in buildings accounts for
about 13% of the total energy consumption in the United
States [1]. In addition to big-data applications in a smart-grid
scenario [2] the reduction of energy losses that arise when
power flows from one bus to another in a smart grid [3], as
well as the reduction of energy consumption and the cost of
HVAChas become amajor target for curbing electricity usage
and reducing greenhouse gas emissions. Great efforts are
being put into improving HVAC efficiency. When the cost of
retrofitting is considered, the implementation of new control
and sensing layers is clearly preferable to the replacement of
an entire HVAC system [5].

One approach to realizing the optimal control of HVAC is
the use of personalized ventilation (PV) [6], whereby
conditioned air is delivered directly to indoor spaces.

Yang et al. [7], [8] proposed a system combining PV devices
with mixing ventilation systems based on personal ceiling-
mounted nozzles. This design permits the easy extension of
existing HVAC systems and was reported as realizing a 5%
energy saving over a conventional arrangement. Lo et al. [9]
reported on a PV system with inner looping airflow patterns,
which uses multiple slot diffusers to provide angled jets of
air and a central return vent to limit the air movement. Their
energy simulation results showed approximately 12% savings
in the total cooling energy. Makhoul et al. [10] developed a
coaxial personal ventilation nozzle with a primary fresh air
nozzle with integrated peripheral diffusers. The nozzle uses
a high-velocity jet to bring fresh air to the breathing level.
Their system achieved improved air quality at the occupant’s
location and showed a 1.97◦C thermal localization, according
to the simulation, which indicates an energy saving of 28% in
some cases.

However, existing PV systems face several challenges that
prevent their large-scale deployment. First, because of their
reliance on conventional airflow patterns from the vents, there
are limited room temperature set-point extensions shown in
the thermal distribution. This creates major difficulties when
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attempting to introduce an effective zone-based control that
divides the area in an open room without walls into thermal
zones. In addition, most systems attain good energy-saving
effects only when the occupants of the room are sedentary.
There is currently no technique that combines the occupant
locations and registers with active ventilation control.

This paper presents a PV system that employs new airflow
patterns created using a newly designed smart register, and
the corresponding control systems. The overall system design
is described in Section II. The energy saving potential of
the system is illustrated by comparisons with a conventional
conditioning system, through case studies. We also show
how the desired airflow patterns can be achieved using a
smart register with funnel-shaped tunnels and how the airflow
configurations can be modified by changing the geometry.
In Section III, a mathematical model of the airflow through
a register is built, to describe the flow patterns and enable
subsequent wind speed conditioning optimization. We then
present a prototype of themanufactured register, as well as the
circuit design for sensing and activation, such that it functions
as a closed loop.

II. CONCEPT OF eSaver SYSTEM
A. CONDITIONING WITH THERMAL ENVELOPE
The proposed PV system supplies conditioned air directly
to the occupant, with acceptable thermal and wind comfort.
It also achieves an enhanced temperature difference between
the outside and inside of the thermal envelope around the
occupant. Fig. 1 is a schematic of the proposed airflow
patterns and the overall system implementation with the
designed register and control circuits. The register is modeled
with 3D printing and covered with BSEP material at the
outlet, which is activated by a power supply to modify the air
direction and volume. As illustrated, the airflow from a duct
is modulated by a damper, and it passes through the register to
enter a room, to directly cool or warm the occupants. The edge
tubes are funnel shaped with smaller outlets to speed up the
airflow and form an air curtain around the occupant, which
serves two functions: (1) reducing the diffusion of low-speed
conditioned air in the center without affecting the occupant’s
comfort, (2) creating a localized thermal environment without
significantly conditioning the unoccupied area. The center
airflow is jetted from the central funnel tubes with the larger
outlets to slow down the air before it is jetted at the occupant,
for reasons of better comfort.

To validate the feasibility and impact of the proposed con-
ditioning scheme, we developed detailed 3D thermal models
using Ansys Fluent to simulate the situation of one occu-
pant in a typical office. The simulations were applied to
the geometric model shown in Fig. 2. The model includes
a thermal cylinder representing a standing person, located
underneath the proposed register mounted in the ceiling.
A constant temperature was applied to the human body to
simulate the heat exchange between the body and the sur-
roundings. There are two symmetrical return vents in the

FIGURE 1. Overall system design of eSaver.

FIGURE 2. Geometry of simulation design.

ceiling, which are responsible for the recirculation of the air.
A constant heat gain is maintained inside the room to sim-
ulate indoor thermal loads such as that produced by electri-
cal equipment, as suggested in the ASHRAE standard [11].
In addition, various outer wall temperatures are applied
to models simulating different outdoor thermal conditions,
which constitute the major cooling and heating loads of the
room. A summary of the important simulation settings are
presented in Table 1.

We compare the temperature distributions in the rooms
when using the eSaver and the conventional cooling method
(Figs. 3(a), 4(a)). We can observe a large temperature differ-
ence between the outside and inside of the thermal envelope
around the occupant. This shows that the eSaver can achieve
an obvious thermal localization effect, which results in the
isolation of the air curtain, implying considerable energy-
saving potential. Moreover, we can see from the airflow
velocity distribution (Figs. 3(b), 4(b)) that the average air
speed around the occupant with the eSaver system is only
slightly larger than that in a conventional system, which is
within the occupant’s comfort requirements. This is because,
although the eSaver provides direct ventilation to the occu-
pant, the center airflow is slowed by the register to avoid
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TABLE 1. Important parameters used for room simulation setup.

FIGURE 3. Temperature (a) and airflow velocity (b) distribution contour
with eSaver conditioning from one half of symmetric intersection surface
of the room.

over-exposure of the body to an air flow, and a higher-speed
air curtain is used to reduce the center air diffusion.

We summarize several important indexes for evaluating
the performance of the above cooling and heating scheme.
It can be seen that the temperature at the occupant is between
the desired 74.92◦F and 77.53◦F. The temperature of the
occupant’s head is lower than that of the feet. The overall
average air speed around the body is 0.181 m/s, which is
within the range of the 10% predicted percentage of dissatis-
faction. Thus, all the parameters satisfied the aforementioned
ASHRAE standard [11]. Most importantly, the predicted set-
point expansion, which is the horizontal temperature differ-
ence between the inside and outside of the air curtain is
4.32◦F for cooling, and 10.08◦F for heating, which is much
larger than the value of 3.12◦F mentioned in a previous work
using a different PVmethod [10]. This guarantees the energy-
saving potential of our system.

B. AIRFLOW REGULATION WITH DESIGNED REGISTER
The biggest challenge in implementing the described con-
ditioning scheme is the obtaining of different airflow outlet

FIGURE 4. Temperature (a) and airflow velocity (b) distribution contour
with conventional conditioning from one half of symmetric intersection
surface of the room.

velocities from a range of tunnels. One obvious solution is
to use an array of air jets, with different air sources, some
emanating high-speed air to form an air curtain, and the
rest emanating low-speed center air. However, this design is
expensive to manufacture and is not compatible with existing
HVAC ducts. Instead of using many jets, the eSaver takes
advantage of the funnel effect, as shown in Fig. 5. The register
contains two types of air jets—edge and central jets. The
airflows from the ducts, all having the same velocity, are
distributed though different tunnels in rough proportion to the
opening sizes of the inlets in terms of volume. The edge jet
has a funnel shape with a smaller outlet, which can accelerate
the airflow to form an air curtain. The center jet is also funnel-
shaped, but the outlet is larger than the inlet; thus, it slows
down the airflow and improves the thermal comfort when
directed at an occupant.

To validate the design’s ability to modulate the air-
flow, we demonstrate the airflow patterns of the previ-
ous cooling cases, as achieved using the designed register,
by 3D computational fluid dynamics (CFD) simulations.
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FIGURE 5. Working pattern of eSaver register: 3D view (a) and sectional
view (b).

FIGURE 6. In-duct air distribution for cooling ventilation case.

TABLE 2. Important parameters used for register simulation.

The setup parameters for the simulation are listed in
Table 2. The duct size and in-duct air volume conform to
typical HVAC standard reference values, as indicated by
ASHRAE [11]. The register’s geometries are shown in Fig. 5
and the dimensions are listed in Table 2.

For cooling applications, the designed register configura-
tion produces the in-duct air distributions shown in Fig. 6. The
in-duct air is first slowed down when it arrives at the register
from the duct. It is then distributed to the edge and center
tunnel inlets, where it is either slowed down or accelerated
through the funnel-shaped tunnels to form the desired airflow
patterns for heating or cooling, as mentioned in the previous
section.

More detailed simulations have been carried out for regis-
ters with different tunnel configurations. We found that the

funnel-shaped tunnels are capable of slowing down or speed-
ing up the airflow, depending on the tunnel sizes; therefore,
the air flowing out of any one tube may be for the high-speed
air curtain or the low-speed center air. Particularly, for the air-
flow in the duct, when the velocity is between 2.5 and 4 m/s,
we could obtain an air curtain velocity of 2.986 to 2.013 m/s,
and a center air velocity of 0.861 to 1.242 m/s.

FIGURE 7. High abstraction model structure.

III. HIGH-ABSTRACTION MODEL OF AIRFLOW
THROUGH REGISTER
In this section, we introduce a high abstraction model for
predicting the air volume and velocity at the outlet of the
register. With different tunnel shapes and inlet air volumes,
the register can produce various airflow patterns for the
center air and air curtain. The simulation of the airflow
patterns, using current commercial CFD software, with the
register models and boundary conditions given, is very time-
consuming, and is not good enough for iteration-based reg-
ister design optimization. Moreover, the simulated output is
in three dimensions and produces an overwhelming amount
of detailed fluid information that is not particularly helpful
with the register design. Thus, we implemented a model that
can provide abstracted information on the airflow and reduce
the simulation time by a factor of 1000 by replacing the
partial differential functions with empirical formulations. The
structure of the model is shown in Fig. 7.

A. BASE MODEL
First, we constructed a basic model according to the princi-
ples of hydrodynamics, specifically, the mechanism of mass
conservation. For this model, we assume that the inlet pres-
sures for both the central tunnel and edge tunnels are equal.
This gives:

Vout_edge = vin · Sin ·
nedge · Sout_edge

nedge · Sout_edge + ncenter · Sout_center
,

(1)

vout_edge =
Vout_edge

nedge · Sout_edge
, (2)

where vout_edge represents the average velocity of airflow
from the edge tunnels, which is given by the prediction;
Vout_edge is defined as the amount of air. vin and Sin denote
the velocity and area, respectively, of the tube from the inlet;
Sout_edge and Sout_center are defined as the sizes of the outlet
areas for the edge and central tunnels, respectively. Here,
nedge and ncenter are the number of small holes constituting the
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edge and center outlets, respectively. This formulation helps
us find the relationship between the original inlet and outlet
velocities of the edge tunnels.

However, the airflow patterns at the outlet do not conform
to the basic formulation, as the patterns can be affected by
many factors including the inlet velocity and register dimen-
sions.Moreover, it is muchmore difficult to construct amodel
for the airflow patterns at the central outlet. This is because
the velocity distributions of the center airflows are much less
uniform than those of the air curtain because of the shapes of
the central tunnels.

FIGURE 8. Feature evalation.

B. FEATURE CONSTRUCTION AND SELECTION
Using the basic model, we constructed an estimator using the
Buckingham Theorem [12] to more accurately describe the
airflow patterns at the outlets. As many factors contribute to
the physical processes, they should all be considered in our
model. We selected features and chose the most important
factors, to reduce the degree of complexity and coupling.
Different feature selectionmethods have been developed such
as the Relieff [13], Filter [14], and Wrapper [15] methods.
In this paper, we obtain a subset of important variables with
rankings, which can be used as features in the model. The
results are shown in Fig. 8.

We can see from the figure that, for the airflow veloci-
ties at the outlets of both the edge and central tunnels, the
inlet airflow velocity has the greatest impact, which is very
straightforward. We can also see that other factors have var-
ious degrees of impact when we compare the ranking results
of the two variables, which means that we need to consider
several factors affecting formulations during modeling.

C. MODEL FORMULATION
According to the rankings, we used the inlet velocity, inlet
area, and outlet area of the edge/central duct as the most
representative features, as they have the highest rankings and
couple less.

TABLE 3. Errors of integrated model before and after estimation.

Moreover, due to the assumptions of even distribution
of pressure and flow of velocity in a single tunnel, errors
are introduced into the model, which we need to take into
consideration.

First, we construct features to fit the distribution of pres-
sure, by utilizing the inlet velocity and inlet dimension
information, which can be obtained from Eq. 4:

v′out_edge = vout_edge · g1 (vin) , (3)

g1 (vin) = α1 · vin + α2, (4)

where α1 = −0.2217, α2 = 1.171. Then, the airflow
inside the tunnel is fitted using the inlet and outlet size
information. We have:

v′′out_edge = v′out_edge · g2(
Sout_edge
Sin_edge

), (5)

g2

(
Sout_edge
Sin_edge

)
= α3

Sout_edge
Sin_edge

+ α4, (6)

where α3 = 0.108 and α4 = 0.8988. Finally, we achieve
the relationship between the original inlet velocity and the
outlet velocity of the edge tunnels, as above. The performance
and errors in our model, for the edge tunnels, are shown in
Table 3 (before estimation).

Now, we have the prototype of our model for the edge
tunnels. The outlet airflow volume velocity can be calculated
using Eq. 8 by utilizing the mass conservation of airflow
volumes at the inlet and outlet.

Vout_center = vin · Sin − nedge · vout_edge · Sout_edge, (7)

vout_center =
Vout_center

ncenter · Sout_center
. (8)

However, according to the simulation results, the center
velocity is more complicated than the edge velocity, as the
velocity is not uniformly distributed. The velocity distribu-
tions are shown in Fig. 6.

The uniform distribution of the center airflow is of vital
importance to the performance of personal ventilation. Thus,
we need a new parameter, the degree of uniformity (DoU),

v′out_edge = (α1 · vin + α2) · (α3
Sout_edge
Sin_edge

+ α4) · vout_edge, (9)

v′out_center =

(β1 · vout_center + β2), vin < 0.5m/s

(β1
Sin_center
Sout_center

+ β2) · (1000β3 · Sin_center + β4) · vout_center , vin < 0.5m/s.
(10)
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to characterize the velocity distribution of the airflow from
the center outlet. DoU is defined as the ratio of maximum
velocity of the airflow to the average value, and can be
fitted using a piece-wise model based on the inlet velocity
of the register. The piece-wise model is formulated as shown
in Eq. 9, as shown at the bottom of the previous page.

At this point, we have reached a high abstraction model
for predicting the airflow patterns of the center air and the air
curtain when the register dimensions and inlet airflows are
given. The performance of the model is described in Table 3
(before estimation).

We can see that the root mean square error (RMSE) for
the edge tunnel and central tunnel at low speeds is quite
good, and that the value for the high-speed case of the central
tunnel is relatively high. When we considered the data sets
that produced the maximum errors, we found that this might
be partially caused by the convergence of the simulation.

TABLE 4. New parameters sets.

D. PARAMETER ESTIMATION AND MODEL VALIDATION
Note that all the parameters in the model are obtained sepa-
rately by minimizing the residual errors in the model, in order
of their significance. Thus, only the local optimization of the
parameters is granted. To further improve the prediction abil-
ity, we performed a second estimate with all the parameters
optimized. [17]. The new parameters are listed in Table 4. The
performance and errors of our integrated model are listed in
Table 3 (after estimation).

To conclude, the entire model is formulated as per
Eqs. 9 and 10, as shown at the bottom of the previous page.

where,

vout_edge =
Vout_edge

nedge · Sout_edge

Vout_edge =
vin · Sin · n_edge · Sout_edge

nedge · Sout_edge + ncenter · Sout_center

vout_center =
Vout_center

ncenter · Sout_center
,

Vout_center = vin · Sin − Vout_edge.

IV. PROTOTYPE OF eSaver
A. OVERALL DESIGN
This section describes the design of a register covered with
a polymer material, and explains the reasons why this design
can achieve tunnel changes. Then we describe the design of
the actuating system that can control the tunnels in real time.

1) MATERIAL ATTACHMENT
The smart register consists of two parts—the station-
ary funnel-shaped tunnels and an innovative electro-active

FIGURE 9. Method of attaching BESP material.

FIGURE 10. Hardware and voltages.

polymer (EAP) attached, as shown in Fig. 9. The funnel
tunnels can achieve different air speeds, creating both an air
curtain to achieve localized cooling/heating as well as a slow
airflow in the central areas to improve comfort.Many kinds of
EAPs have been developed, which are capable of electrically
induced large-strain deformations [18], [19]. We try to use
one type of EAP—a bistable EAP (BSEP) [20]—in the tubes
to change the direction of the air. One side of the material is
attached to the air outlet, while the material can be changed
to bend at different angles using a control voltage. The tubes
can be actuated to assume different angles (60◦ to 120◦), and
each tube can be individually controlled in real time. The
airflow can be adjusted to cover an entire room and to follow
an occupant moving at 1 m/s.

2) WORKING LOGISTICS
The overall hardware system is designed as shown below
(Fig. 10). We use the original HVAC control system to check
the indoor temperature and control whether cooling or heat-
ing is required. In addition, a location sensor is used to
detect occupant movement. These data are used to control the
voltage converter that produces the correct voltage to drive
the BSEP tubes. The BSEP tubes are actuated to change the
localized cooling/heating areas to follow the moving occu-
pant.

Based on the hardware system and the characteristics of
the material (Fig. 11), we designed a software control system
for the eSaver register. The software design flow is shown
below (Fig. 12). After initialization, the detection system
continuously monitors whether a person is present in the
corresponding area or not. If a person is detected, the system
will check the current tube directions. If they conform to
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FIGURE 11. Material-bending characteristics.

FIGURE 12. Software workflow.

FIGURE 13. Bending angle design (blue line) with the corresponding
actuating scheme of reheat voltage (green line) and configure
voltage (red line).

the subject’s position, it will return to the detection step.
Otherwise, the microcontroller unit (MCU) will control the
tubes to align with the person’s position. A cooling/heating
area is established, which follows the person’s movements.
The details are described below.

B. ACTUATING ALGORITHM DESIGN
The control algorithm is based on the parameters of the
BSEP material. We need to use two kinds of power to control
the panel. One of them is the preheating power, for which we
use 95 V/10 mA to preheat and soften the panel. Then, a high
voltage is used to configure and activate the panel to change
its bending angle. Figure 11 shows the relationship between
the bending angle and applied voltage. At 0 V, the initial angle

FIGURE 14. Part of actuating circuit.

FIGURE 15. Material bending for different actuating voltages.

is 58◦. At 2.4 kV, the bending angle of the panel actuator
can reach 117◦. To carry out a diffusing angle modification,
we need to soften the material for 5.5 s and then allow 4 s for
it to stabilize. For example, if we want to change the panel’s
bending angle from 58◦ to 91◦ and then to 117◦, we need
to configure the power, as shown in Fig. 13. If we want to
change the bending angle of a tube, we only need to change
the configured voltage.

C. HARDWARE DESIGN AND VALIDATION TEST
To power the panel BSEP actuators (16 for a complete
register), a 12-V DC voltage is converted by a DC/DC con-
verter to a voltage between 0 and 3 kV, which can be con-
trolled by a DC control signal. We need to use a high voltage
to preheat and configure the tubes. A normal relay would
not be able to handle such a high voltage directly. At the
same time, a high-power relay cannot use a voltage in the
order of 3.3 V to actuate its switch. Considering this situation,
we designed a multi-stage output control circuit, using one
normal relay as a front control to switch the 12-V power.
Then, we actuated the high-voltage relay using this power.
A schematic of the actuating circuit is shown in Fig. 14.

Finally, we designed a case to validate the eSaver control
system. We set out to change the panel’s bending angle from
58◦ to 91◦ and then to 117◦. Timing diagrams for the control
voltage and bending angle are shown in Fig. 11. The red line
is the configure power, which is used to set the bending angle
and to actuate the panel. The green line is the reheat power,
which we used to reheat the material and soften the panel.
When the power is off, the panel cools, so that the bending
angle remains fixed. The blue line shows the bending angle
under the effect of the control voltage. Figure 15 shows the
bending of the material with the configured voltage sequence.

V. CONCLUSION
This paper has presented a novel HVAC system that is
capable of achieving significant energy savings in building
air-conditioning. A smart register modulates the airflow from
a duct to simultaneously provide a high-speed air curtain

VOLUME 5, 2017 1655



J. Yan et al.: Electroactive Smart Air-Conditioning Vent Register for Personalized HVAC Systems

to surround an individual occupant, and low-speed inner air
within the curtain. First, we demonstrated that this airflow
pattern could reduce the overall energy cost by up to 30% rel-
ative to the conventional method, and that it could guarantee
occupant comfort.

The design of the register features funnel-shaped tunnels,
which prove that it could achieve the desired airflow patterns.
Moreover, according to CFD simulations, the air volume and
velocity from the register could be modified while it was
operating by changing the tunnels’ dimensions, and could
be tailored to suit the thermal needs of various occupants.
To enable efficient design optimization, a high abstraction
model was developed to predict the diffused airflow from
the register. The model was validated as having an error
not exceeding 10%, and was found to be 1000 times more
efficient than the detailed CFD simulations.

Finally, a prototype of the eSaver was implemented based
on an EAP capable of electrically induced large-strain defor-
mation. Thus, adjustments of the register’s tunnels could be
achieved, and a prototype with the corresponding actuating
circuit design was demonstrated.

This work focused on the prototyping of the overall system,
althoughmuch of the system-level optimization remains to be
done in the future. The conditioning effect and comfort level
are highly related to the register’s dimensions and the size of
the holes, so we will research the latter in our future research.
The set-points for the conditioning air volume, temperature,
and diffusing angle will also be optimized to realize greater
savings.
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