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A B S T R A C T

Reliance on renewable energy sources (RESs) such as solar and wind has increased to build a sustainable en-
vironment, however, their substantial implementation is hindered by their intermittency. Electric Spring (ES) is
one of the technologies to mitigate the intermittent nature of the RESs. In an isolated RES powered microgrid,
the ES in conjunction with the non-critical loads in a system like water heaters, refrigerators, and air-condi-
tioners can regulate voltage of critical loads like security system, servers etc. This paper establishes the operating
principles of the ES (with reactive power compensation only) and its interaction with RESs based on the un-
derstanding of AC power transfer between two sources. The accurate phasors in a system under two scenarios,
with and without ES, are drawn. Also, performance of the ES is analyzed and evaluated with respect to variations
in the loads (linear) and their types. It is augmented with analytical justifications and validated through si-
mulations and experimental studies. Also, through analytical expressions, simulations, and experiments the
importance of the non-critical load on the performance of the ES is illustrated. It is also highlighted that the
compensation capabilities of the ES remain the same irrespective of the types of non-critical load.

1. Introduction

There has been an increased interest in microgrids powered with
renewable energy sources (RESs) like solar and wind in countries all
across the world including Singapore [1–3]. An increased penetration of
intermittent power from RESs could cause destabilization of the mi-
crogrid [4]. A more reformed way of thinking to utilize this inter-
mittency to an economical advantage to the consumer is required.
Unlike a traditional grid where demand is non-interactive, the demand
of the microgrid is interactive with the grid and can provide cost-ef-
fective reliability, balancing, and load-shaping support for the grid [5].

The concept of Electric Spring (ES) was introduced in [6,7] which
utilized a power electronic converter to implement demand side man-
agement (DSM) and mitigate intermittency of RESs powered grids. The
ES is employed in series with the building’s non-critical (NC) loads like
air-conditioners, refrigerators, water heaters etc. This series combina-
tion of the ES and the NC load is called a smart load which in turn is
attached in parallel to building’s critical loads like security system,
servers etc. A system configuration is depicted in Fig. 1, where the ES is
implemented using an inverter. Initially, in [7,6] the ES is introduced as
a reactive power compensator which provided voltage and power sta-
bility to a constant impedance load. The capability of the ES to provide
a combination of reactive power and real power injection and

absorption is highlighted in [8]. Validation of the ES, proof-of-concept
hardware, and proof that it could provide load power shedding for the
NC load are presented in [9]. Insights on how buildings, an essential
part of future microgrids, could serve as grounds for implementation of
the ES are outlined in [10]. Analytical reasoning on how storage re-
quirements would be reduced in a system with the ES is given in [11].
Various methods on how the ES could be used to implement power
factor correction along with voltage stability in the system are discussed
in [12–15]; this version of the ES utilized both real and reactive power
compensation from a battery based ES. The dynamic model of the ES is
presented in [16] and small-signal model and stability of multiple ESs is
discussed in [17]. Frequency regulation using the ES is discussed in
[18,19]. Other configurations of the ES have also been developed such
as back-to-back ES [20] and DC ES [21–23].

This paper investigates into the operating principles and perfor-
mance of the ES with only reactive power compensation capabilities, as
the present literature has left significant gaps and lacks a deeper ana-
lysis. Most of the literature mention that the ES injects capacitive or
inductive power in order to boost or reduce the critical load voltage
[6,9,8,24,10,25]. The capability of real and/or reactive power com-
pensation by the ES (with an active power source) is highlighted in [8],
the authors have suggested that the behavior of such an ES should be
according to the type of the noncritical load. However, such a statement
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cannot be extended for the ES with only reactive power compensation
capabilities as considered in this chapter. It is asserted that for voltage
regulation, using only reactive power compensation capability of the
ES, the behavior of the ES shouldn’t change with the type of the non-
critical load. The phasor diagrams reflecting this are drawn. The per-
formance of the ES is evaluated by changing the type of critical and the
noncritical loads through extensive simulation and hardware experi-
ments. A system with inductive line impedance has been considered
and our simulations and hardware experiments prove that the ES injects
reactive power to boost voltage in undervoltage conditions and absorbs
reactive power to reduce voltage in overvoltage conditions. This is
substantiated by valid theory and taking into account the interactions
between the two AC power sources in the system, the RES and the ES,
connected by an inductive line impedance. Such a theory hasn’t been
covered in any of the available literature yet to the best of authors’
knowledge. To better understand the effects of adding the ES, phasor
diagrams of the system both with and without the ES are drawn. Ad-
ditionally, phasor diagrams according to the behavior of the ES with
various non-critical load types are presented in this paper. The litera-
ture [16] claims that the performance of the ES is dependent on the
ratio of critical and noncritical (NC) load impedances. However, in the
pursuit of this research it is revealed ratio might not be enough to judge
the performance of the ES. It is found that the performance of the ES
relies on the wholesome contribution of the absolute value of the
noncritical load impedance. Also, the performance of the ES is eval-
uated on variation of the impedances and types of critical and non-
critical loads through extensive simulation and hardware experiments.

In Section 2 of this paper, parallels from the AC power transmission
system are drawn to study the interaction between the RES and the ES.
Based on the theoretical knowledge, the behavior of the ES for voltage
regulation, in undervoltage and overvoltage scenarios is formulated.
Building on this understanding, the system phasor diagrams before and
after implementation of the ES are drawn and explained in detail.
Further, the impact of changes in system parameters like critical and
non-critical impedances and their types and limitations of the ES are
studied in Section 2 and validated through simulations and experiments
in Section 3. Finally, conclusions from the analysis of operation and
performance of ES are drawn in Section 5 and some remarks are made
in Section 4.

2. Operating principles of electric spring

Before delving into the operating principles of the ES, it is necessary
to grasp what happens when there are two active energy sources in a
system. For simplification, a system like in Fig. 2 is studied with two
energy sources labeled as GS (RES) at sending end and GR (ES) at the
receiving end connected through a inductor of impedance, X [26]. The
complex power at the receiving end (source GR), SR is given by (1) [26],
where VR and VS are the voltages of sources GR and GS, respectively, I is
the current flowing through line impedance, and δ is the power angle.
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In the case where there is no real power transfer between them, the
power angle δ( ) is zero and the system equations for real power (PR) of
source GR and real power (PS) of source GS are given by (2) and for
reactive power (QR) of source GR and reactive power (QS) of source GS
are given by (3) and (4), respectively.
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In (3) and (4) when >E E Q,S R S and QR are positive, that means
reactive power is transferred from source GS to source GR. This means
that when lagging current flows through the inductive line impedance,
receiving end voltage (ER) is lower than the sending end voltage (ES)).
Conversely, when <E E Q,S R S and QR are negative, that means reactive
power is transferred from source GR to source GS. This implies when a
capacitive current flows through the inductive line impedance, re-
ceiving end voltage (ER) is more than the sending end voltage (ER) [26].

This understanding from AC power transmission systems is applied
to the system where the ES is deployed. In our problem statement, the
isolated microgrid system consists of two energy sources namely the
RES and the ES (Fig. 1) and power transfer between them would change
the behavior of voltage at receiving end that is, critical load voltage, Vc.
The ES doesn’t exchange any real power with the RES. So, when a
lagging current flows through the line inductance, critical load voltage
would be reduced and when a leading current flows, critical load vol-
tage would be boosted. For example, consider a system with only re-
sistive critical and non-critical loads and the ES injects only reactive
power. In this system, there are following two scenarios to be con-
sidered:

• Undervoltage Scenario: When the critical load voltage, Vc is less than
its reference voltage, Vref , the ES should inject reactive power to
boost the critical load voltage. In other words, the ES should behave
as a capacitor, so as to make the current through line inductance
capacitive. The phasor diagrams of the system, before and after
implementation of the ES are shown in Fig. 3a and b, respectively.

• Overvoltage Scenario: When the critical load voltage, Vc is more than
its reference voltage, Vref , the ES should absorb reactive power to
reduce the critical load voltage. In other words, the ES should be-
have as an inductor, so as to make the current through line in-
ductance inductive. The phasor diagrams for the system, before and
after implementation of the ES are shown in Fig. 4a and b, respec-
tively.

In Figs. 3a, b, 4a, and b, V V V, ,in c nc, and Ves are the input voltage,
critical load voltage, non-critical load voltage, and ES voltage, respec-
tively and I I,in c, and Inc are the currents through line impedance, critical
load, and non-critical load, respectively. The line resistance and re-
actance are designated by Rx and Xx , respectively. The system equations
for the ES, as shown in Fig. 1, are given by (5)–(7) where, θ θ,c nc and θes

are the phase angles of the critical load voltage, the non-critical load
voltage, and the ES voltage, respectively, ϕnc is the phase angle of the

Fig. 1. Circuit diagram of an electrical power system with the electric spring.

Fig. 2. Power transfer between two power sources.
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non-critical load current, Znc is the impedance of the non-critical load,
Rnc is the resistance of the non-critical load, and Xnc is the reactance of
the non-critical load.
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The ES is controlled to provide only reactive power compensation
using the control scheme as depicted in Fig. 5. It is ensured that Ves is
orthogonal to Inc. The root mean square (RMS) value of Vc is Vref of
110 V. The error betweenVc andVref is fed to a proportional integral (PI)
controller. The output of PI controller is indicative of the magnitude of
the ES voltage, Ves. The phase angle of the ES voltage is determined by
orthogonally shifting the signal generated by the combination of the
phase locked loop (PLL) signal with Vnc and the power factor angle of
the non-critical load, ϕ as shown in Fig. 5. It is to be noted that ϕ would
be positive for resistive-inductive or inductive loads and negative for
resistive-capacitive or capacitive loads.

2.1. Behaviour of the ES with loads

The ES injects reactive power to boost the critical load voltage (Vc)
and absorbs reactive power to reduce the critical load voltage. It is
asserted that the ES should behave in the same manner irrespective of
the type of non-critical load.

Consider a system with an R-L non-critical load and a resistive cri-
tical load. Thus, the input current (Iin) of the system without the ES in
both undervoltage and overvoltage scenarios would be inductive. In the
undervoltage scenario, the ES acts as a capacitor and makes Iin capa-
citive and boosts the critical load voltage, Vc to the reference value (Vref )
as shown in Fig. 6a. Conversely, in the overvoltage scenario Inc is not

inductive enough to regulate the critical load voltage to reference
value. The ES acts as an inductor and makes Iin further inductive so as to
regulate Vc to Vref as shown in Fig. 6b. Similarly, in a system with a R-C
non-critical load the ES would show identical behavior. The ES would
act as a capacitor in the undervoltage scenario as shown in Fig. 7a to
regulate Vc. In the overvoltage scenario, the ES would act as an inductor
as shown in Fig. 7b to regulate Vc.

2.2. Impact of load impedance variation

The ES is controlled to provide only reactive power compensation
using the control scheme (Fig. 5). The reactive power compensation by
the ES (Qes) should be limited so as to maintain stability in the system,
as sudden change in the reactive power supply or demand could lead to
voltage instability in the microgrid system [27]. Thus, a physical limit
exists for how much reactive power compensation could be obtained
from the ES while maintaining voltage stability in the microgrid which
has substantially less inertia than the traditional grid.

= ° = ⎡
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To determine the critical load voltage regulation range, the system
Eqs. (5)–(7) are mathematically analyzed and solved with constraint of
only reactive power injection by the ES. The system variables are
converted into single phase d-q axes and it is ensured that the ES Vol-
tage has no d-axis component (so that ES provides only reactive power
compensation). By iteratively varying the critical load voltage value,
the value of reactive compensation required by the ES to maintain
critical load voltage to reference value is calculated. It is observed that
the solution only exists for a certain range of the critical load voltage
compensation for different load conditions and beyond which no so-
lution can be obtained. Thus, the ES would be able to boost or reduce
the critical load voltage in a certain range called the compensation
range of the critical load voltage. This compensation range is dependent
on the ES’s reactive power, Qes.

Fig. 3. Phasors of electrical signal in a system in undervoltage scenario ( <V Vc ref ) (a) without ES, (b) with ES.

Fig. 4. Phasors of electrical signal in the system in overvoltage scenario ( >V Vc ref ) (a) without ES, (b) with ES.
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From (8) it can be seen that Qes is dependent on the current through
the non-critical load, Inc which is in turn inversely proportional to the
impedance of non-critical load, Znc. Thus, as the impedance of non-
critical load decreases, the reactive power injected by the ES would
increase and thus the compensation range of the critical load voltage
will increase. Moreover, as it could be seen from (8), the reactive power
injection is governed by the absolute impedance of the non-critical
load, Znc, the magnitude of the ES voltage, Ves, the phase angle of the
critical load voltage, θc, and the phase angle of the ES voltage, θes. The
magnitude of the critical load voltage, Vc is constant, maintained at its
reference value (Vref ) of 110 V. Since Qes is not dependent on impedance
of the critical load, Zc in anyway, the ratio of critical and non-critical
load impedances shouldn’t play a role in the performance of the ES.

2.3. Impact of the type of load

The ES is controlled in such a manner that it provides only reactive
power compensation in the system and provides voltage stability using
the control scheme illustrated in Fig. 5. However, since it operates in
the RES powered microgrid it has its limitations. The microgrid is more
susceptible to instability with sudden change in reactive power, thus
reactive power demand or supply must be controlled properly to avoid
converter reactive limit or system oscillation [27].

To understand the behavior of the ES with resistive-reactive non-
critical loads, let’s first take the case with a resistive-inductive non-
critical load and a resistive critical load and ignore the small reactive
power consumed by line impedance. In the undervoltage scenario, the
ES injects reactive power, so the overall reactive power of the system
will be the net sum of ES’s capacitive power and inductive power of the
NC load. Thus, the ES could inject more reactive power without af-
fecting system’s stability and increases the boosting compensation
range of the critical load voltage. Further, in the overvoltage scenario,
the ES absorbs reactive power and the NC load too has an inductive
power component, thus the reduction compensation range of the

critical load voltage would be decreased so as to maintain the stability
in the system.

Conversely, with a resistive-capacitive NC load, the ES would ab-
sorb more reactive power in the overvoltage scenario and increases the
reduction compensation range. In the undervoltage scenario, the ES
would inject less reactive power and reduces the boosting compensa-
tion range to maintain voltage stability in the system. This has been
analyzed mathematically using MATLAB solvers and through simula-
tions and it is observed that the compensation range changes with the
type of the NC load with the same impedance, Znc. The ES’s ability to
compensate the critical load voltage depends on the non-critical load’s
absolute impedance value and its type. It is quintessential to gauge
performance of the ES in simulation and hardware. The behavior of the
ES in such conditions would give more insights into designing control
schemes so as to utilize the true potential of the device.

In a nutshell, the reactive power compensating ES injects reactive
power to boost the critical load voltage and absorbs reactive power to
reduce the critical load voltage, irrespective of the load type. The
performance of the ES is not affected by the critical load impedance and
its type. However, the type and the impedance of the non-critical load
affect the performance of the ES significantly. The compensation range
provided by the ES increases with decrease in noncritical load im-
pedance.

3. Validation and performance analysis of the electric spring

To thoroughly test and validate the analysis developed in Section 2,
the ES has been subjected to diverse sets of simulation and experimental
studies. In both simulations and experiments, power factor of loads and
absolute impedance of critical and non-critical loads are changed to see
the changes in the performance of the ES. The system shown in Fig. 1
and specifications listed in Table 1 has been simulated on a MATLAB
Simulink software platform and experimentally validated on Infineon
IGBT module with dSPACE 1104 as the controller. The reference critical

Fig. 5. Control block diagram of ES.

Fig. 6. Phasors of electrical signals in the system with R-L non-critical load (a) in undervoltage scenario ( <V Vc ref ) and (b) in overvoltage scenario ( >V Vc ref ).

J. Soni et al. Electrical Power and Energy Systems 101 (2018) 116–126

119



load voltage, Vref is set to be 110 V (RMS) at 50 Hz and the line in-
ductance of the system is 2.5 mH.

3.1. Simulation

Through MATLAB Simulink software platform, working of the ES is
verified in undervoltage and overvoltage scenarios. For a system with
resistive non-critical (38Ω) and critical loads (68Ω), the voltage and
power waveforms are presented. As shown in Fig. 8a, initially (from

=t 0 s to =t 0.2 s), Vc is 105.2 V is less than Vref (110 V). When the ES is
turned on at =t V0.2 s, c increases from 105.2 V to 110 V. In this un-
dervoltage scenario, the ES injects reactive power (Qes = −154.1 VAR)
as illustrated in Fig. 8b. In overvoltage scenario, when the ES is turned
on at =t V0.2 s, c decreases from 113.6 V to 110 V as depicted in Fig. 9a.
In this overvoltage scenario, the ES absorbs reactive power (Qes =
141.3 VAR) as shown in Fig. 9b.

Further, rigorous tests by changing the impedance of the critical and
non-critical loads and their power factors were performed and various
data-sets were recorded. The simulation data were cross-verified with
solutions of non-linear mathematical equations of the system. The data

Fig. 7. Phasors of electrical signals in the system with R-C non-critical load (a) in undervoltage scenario ( <V Vc ref ) and (b) in overvoltage scenario ( >V Vc ref ).

Table 1
System specifications.

System parameter Value

Line impedance 0.1+ j 0.785 Ω
Noncritical load impedance 38 Ω
Critical load impedance 68 Ω

ES power circuit
Inverter Rating 800 VA
Inverter topology Single phase H-bridge
Switching frequency 20 kHz
DC bus voltage 200 V

Output low-pass filter
Inductance 5 mH
Capacitance 10 μF

Fig. 8. In undervoltage scenario (ES is turned on at t=0.2 s) (a) RMS voltages, (b) Active
and Reactive Power across different components in the system.

Fig. 9. In overvoltage scenario (ES is turned on at t=0.2 s) (a) RMS voltages, (b) Active
and Reactive Power across different components in the system.
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were analyzed and are presented in a comprehensible way that reflects
the performance of the ES under the following conditions:

• change in the critical load impedance,

• change in the non-critical load impedance,

• change in the type of the critical load, and
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Fig. 10. Performance of ES with change in the critical and non-critical load impedances as observed from simulation data

Fig. 11. Performance of ES with change in the critical load’s impedance from with con-
stant NC load’s impedance as 32 Ω.

Fig. 12. Performance of ES with change in the noncritical load’s impedance from with
constant critical load’s impedance as 68 Ω.

Fig. 13. Experimental observation of compensation range with variation in the non-cri-
tical load’s impedance with constant ratio of critical and non-critical load impedance; r=
1.

Table 2
Variation in the power factor of Zc .

Zc Znc

68 Ω 38 Ω
77+ j 68 Ω 38 Ω
68− j 106 Ω 38 Ω

Fig. 14. Performance of the ES with change in the type of the (a) critical load (b) non-
critical load.
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• change in the type of the non-critical load.

3.1.1. Change in the critical load impedance
It is considered that both the NC and critical load are resistive, and

Rnc (non-critical load resistance) is kept constant and Rc (critical load
resistance) is varied and kept at 32 Ω, 68 Ω, 125 Ω, and 255 Ω for three
sets of Rnc at 32 Ω, 68 Ω, and 125 Ω. As discussed in Section 2.2, be-
havior of the ES shouldn’t change and thus, the compensation range of

critical load voltage (in p.u.) shouldn’t change. As seen by Fig. 10, the
compensation range remains the same with a constant Rnc. Consider the
case with =R 32 Ωnc (as shown in Fig. 11), the compensation range
remains same for different Rc.

3.1.2. Change in the non-critical load impedance
In this case, Rnc is varied while maintaining Rc constant, a distin-

guishable change in the compensation range should be observed. Rnc is
varied and kept at 32 Ω, 68 Ω, and 125 Ω for three sets of constant Rc at
68 Ω, 125 Ω, and 255 Ω. Fig. 10 illustrates that as Rnc decreases, the
compensation range of the critical load voltage increases. Consider the
case of, =R 68 Ωc (as shown in Fig. 12), the compensation decreases
with increase in Rnc. Also, the compensation range of the ES depends
not just on the ratio of critical load to non-critical load [16], but on the
absolute value of non-critical load. It is shown in Fig. 13 for the same

Table 3
Variation in the power factor of the Znc.

Zc Znc

68 Ω 38 Ω
68 Ω 38+ j 8.8 Ω
68 Ω 38− j 13.3 Ω

Fig. 15. Infineon IGBT module and Semikron Driver used to implement ES in the hard-
ware setup.

Fig. 16. Voltage waveforms in undervoltage scenario in the experimental system without
and with ES for (a) Critical Load Voltage (Vc), (b) Non-critical Load Voltage (Vnc), (c)
Electric Spring Voltage (Ves).

Fig. 17. Non-critical load current (Inc) leads the ES Voltage (Ves) by °90 .

Fig. 18. Voltage waveforms in overvoltage scenario in the experimental system without
and with ES for (a) Critical Load Voltage (Vc), (b) Non-critical Load Voltage (Vnc), (c)
Electric Spring Voltage (Ves).

Fig. 19. Non-critical load current (Inc) lags the ES Voltage (Ves) by °90 .
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ratio (of critical to non-critical load), the system with the lower non-
critical load impedance has a higher compensation range. Due to lim-
itation of space, only one value of ratio is shown, however, the results
could be observed for different ratios too. Thus, using this ratio to gauge
the performance of the ES would not be enough.

3.1.3. Change in the type of the critical load
The effects of changes in the type of the critical load is studied.

While keeping the non-critical load resistive, the type of the critical
load is changed to resistive, resistive-inductive, and resistive-capacitive.
The values of both the non-critical and the critical load impedances are
listed in Table 2. As discussed earlier, the compensation range is de-
pendent on the reactive power compensation by the ES (Qes). However,
Qes is not dependent on the critical load impedance and its type. Thus,
there should be minimal effect on the compensation range which is

confirmed from the simulation results and demonstrated in Fig. 14a.

3.1.4. Change in the type of the non-critical load
The effect of change in the type of the non-critical load is evaluated.

While keeping the critical load resistive, the type of the non-critical
load is changed from resistive to resistive-inductive and resistive-ca-
pacitive. The values of both the non-critical and critical load im-
pedances are listed in Table 3. The impedance of the NC load is
maintained constant and at almost the same value. The impedances of
RC, R, and RL non-critical load are 39 Ω, 38 Ω, and 40 Ω, respectively.
The difference in the impedances isn’t significantly large to affect the
performance of the ES. This can be corroborated by observing the re-
lationship between non-critical load impedance and performance of the
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Fig. 20. Performance of ES with change in the critical and non-critical load impedances as observed from experimental data.

Fig. 21. Experimental observation of compensation range with variation in the critical
load’s impedance with constant noncritical load impedance as 32 Ω.

Fig. 22. Experimental observation of compensation range with variation in noncritical
load’s impedance with constant critical load impedance as 68 Ω.

Fig. 23. Experimental observation of compensation range with variation in non-critical
load’s impedance with constant ratio of critical and non-critical load impedance; r= 1.

Fig. 24. Experimental observation of compensation range with variation in the critical
load’s type.
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ES as shown in Fig. 12.
It has been discussed in Section 2.3 that due to the limitations on the

amount of reactive power in the system, the compensation range would
change with changes in the types of the non-critical load. As illustrated
in Fig. 14b, with a R-L NC load we see an increase in boosting range and
a decrease in reduction range (with respect to a resistive NC load).
Conversely, with a R-C NC load, a decrease in boosting range and an
increase in reduction range is observed (with respect to a resistive NC
load). This verifies the claims.

3.2. Experiment

The Electric Spring was implemented using an Infineon IGBT module
FS25R-12W1T4 and Semikron IGBT driver SKHI 61 shown in Fig. 15 and
was controlled using dSPACE 1104. Similar to the simulation studies,
the experiments were performed to validate the working of the ES and
to evaluate the performance of the ES subjected to the same conditions
as outlined in Section 3.1.

The working of the ES was verified in undervoltage and overvoltage
scenarios. For a system with resistive non-critical (38Ω) and critical
loads (68Ω), the voltage and current waveforms are presented. In the
undervoltage scenario, the input voltage (Vin) for the system without
and with the ES remains same at 108.19 V. The steady-state waveforms
of the voltage signals without and with ES are illustrated in Fig. 16. The
ES is able to boost Vc from 105.3 V to 110 V. The non-critical load
voltage, Vnc decreases from 105.3 V to 90.3 V, and Ves increases from 0 V
to 54.66 V. It can be seen that Inc leads Ves by °90 (Fig. 17) thus in-
dicating that the ES injects only reactive power in the system or the ES
acts as a capacitor.

Similarly, in the overvoltage scenario, Vin without and with the ES
remains same at 116.29 V. The steady-state waveforms of the voltage
signals are shown in Fig. 18. The ES is able to reduce Vc from 113.63 V

to 110 V, Vnc decreases from 113.63 V to 82.89 V, and Ves increases from
0 V to 48.82 V. It can be seen that Inc lags Ves by °90 (Fig. 19) thus
indicating that the ES absorbs only reactive power in the system or the
ES acts as an inductor.

The waveform of the ES voltage is distorted and not purely sinu-
soidal due to the dead time provided between switches of the same legs
in voltage source converter to prevent shoot through the switches.
During the dead time, both switching devices are off, and one of the two
anti-parallel diodes of the switching devices conduct according to the
polarity of the pole current which introduces a positive or negative
error in the ES voltage. Because of this error, the magnitude of the
fundamental output voltage deviates from its reference, and lower
order harmonics are introduced in the output voltage. This effect is
amplified in a grid-connected system, such as one present here, because
the output filter is designed to attenuate only the high-frequency
switching ripple. The slight phase difference between the ES voltage
and the non-critical load current is due to the losses incurred in the
inverter. This can be corrected by calculating the losses in the inverter
and adding the resultant phase shift to maintain °90 phase shift between
the ES voltage and the non-critical load current.

3.2.1. Change in the critical load impedance
In this case, resistive critical and non-critical loads are considered

and Rc is varied while maintaining Rnc constant. This experiment is
performed by varying Rc to 68 Ω, 125 Ω, and 255 Ω for the following
sets of Rnc 32 Ω, 63 Ω, and 125 Ω. The performance of the ES is re-
corded and analyzed and depicted in Fig. 20. Similar to the simulations,
the compensation range of the critical load voltage doesn’t change
much with the change in the impedance of critical load. This validates
the claim in Section 2.2 that the compensation range is not dependent
the critical load impedance (see Fig. 21).

3.2.2. Change in the non-critical load impedance
Further, to test the effect of the non-critical load impedance on the

performance of the ES, it is varied while maintaining the critical load
impedance constant. This experiment is performed by varying Rnc to 32
Ω, 63 Ω, and 125 Ω for the following sets of Rc 68 Ω, 125 Ω, and 255 Ω.
The performance of the ES is recorded and analyzed and depicted in
Fig. 20. The compensation range of the critical load voltage increases as
the NC load impedance decreases, thus validating the claim in Section
2.2 (see Fig. 22).

Another point to be noted is that the compensation range of the
critical load voltages, doesn’t vary just with the ratio of critical and non-
critical loads, but does with the absolute value of the non-critical load.
This is highlighted in Fig. 23 where for each ratio of critical and non-
critical load is kept same and non-critical impedance is varied. It is
observed that despite the same ratio of critical and non-critical loads,
compensation range increases as the impedance of NC load decreases.

3.2.3. Change in the type of the critical load
For analyzing the effects of type of critical load on performance of

the ES, impedance of the critical load is changed (Table 2). The non-
critical load is kept resistive and the type of the critical load is changed
to resistive, resistive-inductive, and resistive-capacitive. Similar to si-
mulations, it is observed that change in type of critical load minimally
affect the compensation range (Fig. 24). The reason for this is that the
reactive power compensation (Qes) is not dependent on critical load’s
impedance and its type as highlighted in Section 2.3.

3.2.4. Change in the type of the non-critical load
The impedance of non-critical load is changed (Table 3) to analyze

the effect of the type of the NC load on compensation range. The critical
load is kept resistive and the type of the non-critical load is changed to
resistive, resistive-inductive, and resistive-capacitive. When the R-L
non-critical load was used the boosting range increased and the re-
duction range decreased (compared to the resistive NC load). While

Fig. 25. Experimental observation of compensation range with variation in the non-cri-
tical load’s type.

Fig. 26. Distribution of electricity consumption in a typical Singaporean household [28].
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with the R-C non-critical load the boosting range decreased and the
reduction range increased (compared to the resistive NC load). The
effects in change of NC load’s type are reflected in Fig. 25. These are in
line with the claims presented in Section 2.3, which state that the
compensation range changes so as to not to violate the reactive power
limits of the system.

Through simulation and experimental studies, it has been observed
that the ES, irrespective of the load type, injects reactive power to boost
the critical load voltage and absorbs reactive power to reduce the cri-
tical load voltage. It has also been concluded that the performance of
the ES is not affected by the critical load impedance and its type.
However, the performance of the ES is significantly dependent upon the
type and the impedance of the non-critical load. The compensation
range provided by the ES increases with decrease in noncritical load
impedance.

4. Remarks on selection of non-critical loads

It has been established, through simulations and experimental va-
lidation, that selection of non-critical load would play a crucial role in
determining the performance of the Electric Spring. The ES can provide
a wider range of compensation if there’s more non-critical load in the
system. The distribution of household electricity consumption is given
by Fig. 26. The loads like air-conditioning, refrigerator, water heater,
and fan could be classified as non-critical loads [6] which would ac-
count for 77% of the household electricity consumption [28]. Also, in a
tropical area loads like air-conditioning and fans are fixed and per-
ennial in nature; thus desired characteristics from the ES could be ob-
tained. It is our recommendation to have one ES per household and
typically in series with loads embedded in fixture like water heaters,
air-conditioners, fans, etc. and not plug-in loads like washing machines
and dryer. This would mean the system might need to be retrofitted,
however a long term energy reduction and cost savings should justify
the necessary retrofitting cost.

5. Conclusions and discussion

Electric Spring, a fledgling technology, is employed to maintain
voltage and power stability in an isolated microgrid system with vol-
tage variation from a RES in two scenarios namely undervoltage and
overvoltage. The feasibility and operating principles of the reactive
power compensating ES is demonstrated and validated through simu-
lations and experiments with linear loads. The ES injects reactive power
in the system to boost the critical load voltage and absorbs reactive
power to reduce the critical load voltage irrespective of the change in
load types of either critical or non-critical loads.

Further, the performance of the ES is gauged on the variation of
both the critical and non-critical load impedances and their load types.
It is found that the absolute impedance and type of the critical load
doesn’t affect the performance of the ES. However, as we vary non-
critical impedances and types, significant impact on the performance of
the ES is observed. As the non-critical load impedance is reduced, the
compensation range of critical load voltage improves. The performance
of the ES is affected by the type of non-critical load. With RL non-cri-
tical load, the boosting range increases whereas with RC non-critical
load it decreases. And, reduction range decreases with RL non-critical
load and increases with RC non-critical load.

This paper has introduced key concepts and filled the gaps in lit-
erature on the ES with only reactive power compensation. It has also
highlighted how the performance of the ES relies heavily on the system
configuration, which would help devise future control mechanisms. The
performance analysis of the ES using motor loads and nonlinear loads is
currently under research and would be presented in future work. The
learnings from this paper could be utilized for a comparative analysis of
performance of various versions of the ES.
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